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SECTION 01 00 00 

GENERAL REQUIREMENTS 

 

1.1 GENERAL INTENTION  

A. Contractor shall completely prepare site for building operations, including demolition and removal of 

existing structures, and furnish labor and materials and perform work for 610A4-1X-XXX  Install 

Uninterrupted Power Supply for the Surgery Suite FW, Building 1 as required by drawings and 

specifications.  

B. Visits to the site by Bidders may be made only by appointment with the Project Engineer.  

C. All employees of general contractor and subcontractors shall comply with VA security management 

program and obtain permission of the VA police, be identified by project and employer, and restricted from 

unauthorized access. 

D. Prior to commencing work, general contractor shall provide proof that a OSHA certified “competent 

person” (30-Hour) (CP) (29 CFR 1926.20(b)(2) will maintain a presence at the work site whenever the 

general or subcontractors are present. 

E. Training: 

1. All employees of general contractor or subcontractors shall have the 10-hour OSHA certified 

Construction Safety course and/or other relevant competency training, as determined by VA CP with 

input from the ICRA team.  

2. Submit training records of all such employees for approval before the start of work. 

1.2 STATEMENT OF BID ITEM(S)  

A. BID ITEM 1: 

Contractor shall provide all labor, materials, and equipment to replace the Uninterrupted Power Supply 

(UPS) system that serves the 3
rd

 floor surgery.  The new UPS system will be relocated in room 042 of 

building #1.   

 

Work to be completed within 30 calendar days from notice to proceed. 

 

1.3 SPECIFICATIONS AND DRAWINGS FOR CONTRACTOR 

A. Sets of drawings and specifications may be made by the Contractor, at Contractor's expense, from 

electronic files furnished by Issuing Office.  

1.4 CONSTRUCTION SECURITY REQUIREMENTS 

A. Security Plan: 
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1. The security plan defines both physical and administrative security procedures that will remain 

effective for the entire duration of the project. 

2. The General Contractor is responsible for assuring that all sub-contractors working on the project and 

their employees also comply with these regulations. 

B. Security Procedures: 

1. General Contractor’s employees shall not enter the project site without appropriate badge.  They may 

also be subject to inspection of their personal effects when entering or leaving the project site. 

2. No photography of VA premises is allowed without written permission of the Contracting Officer. 

3. VA reserves the right to close down or shut down the project site and order General Contractor’s 

employees off the premises in the event of a national emergency.  The General Contractor may return 

to the site only with the written approval of the Contracting Officer. 

1.5 FIRE SAFETY 

A. Applicable Publications: Publications listed below form part of this Article to extent referenced. 

Publications are referenced in text by basic designations only.  

1. American Society for Testing and Materials (ASTM): 

E84-2008 ..................................Surface Burning Characteristics of Building Materials 

2. National Fire Protection Association (NFPA): 

10-2006 ....................................Standard for Portable Fire Extinguishers 

30-2007 ....................................Flammable and Combustible Liquids Code 

51B-2003 ..................................Standard for Fire Prevention During Welding, Cutting and Other Hot 

Work 

70-2007 ....................................National Electrical Code 

241-2004 ..................................Standard for Safeguarding Construction, Alteration, and Demolition 

Operations 

3. Occupational Safety and Health Administration (OSHA): 

29 CFR 1926 ............................Safety and Health Regulations for Construction 
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B. Fire Safety Plan: Establish and maintain a fire protection program in accordance with 29 CFR 1926. Prior 

to start of work, prepare a plan detailing project-specific fire safety measures, including periodic status 

reports, and submit to COTR for review for compliance with contract requirements in accordance with 

Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA AND SAMPLES Prior to any worker for the 

contractor or subcontractors beginning work, they shall undergo a safety briefing provided by the general 

contractor’s competent person per OSHA requirements. This briefing shall include information on the 

construction limits, VAMC safety guidelines, means of egress, break areas, work hours, locations of 

restrooms, use of VAMC equipment, etc. Documentation shall be provided to the COTR that individuals 

have undergone contractor’s safety briefing. 

C. Site and Building Access: Maintain free and unobstructed access to facility emergency services and for fire, 

police and other emergency response forces in accordance with NFPA 241. 

D. Separate temporary facilities, such as trailers, storage sheds, and dumpsters, from existing buildings and 

new construction by distances in accordance with NFPA 241. For small facilities with less than 6 m (20 

feet) exposing overall length, separate by 3m (10 feet). 

E. Temporary Construction Partitions:  

1. Install and maintain temporary construction partitions to provide smoke-tight separations between the 

areas that are described in phasing requirements and adjoining areas. Construct partitions of gypsum 

board or treated plywood (flame spread rating of 25 or less in accordance with ASTM E84) on both 

sides of fire retardant treated wood or metal steel studs. Extend the partitions through suspended 

ceilings to floor slab deck or roof. Seal joints and penetrations. At door openings, install Class C, ¾ 

hour fire/smoke rated doors with self-closing devices. 

2. Install temporary construction partitions as shown on drawings to maintain integrity of existing exit 

stair enclosures, exit passageways, fire-rated enclosures of hazardous areas, horizontal exits, smoke 

barriers, vertical shafts and openings enclosures. 

3. Close openings in smoke barriers and fire-rated construction to maintain fire ratings. Seal penetrations 

with listed through-penetration firestop materials in accordance with Section 07 84 00, 

FIRESTOPPING. 

F. Temporary Heating and Electrical: Install, use and maintain installations in accordance with 29 CFR 1926, 

NFPA 241 and NFPA 70. 

G. Means of Egress: Do not block exiting for occupied buildings, including paths from exits to roads. 

Minimize disruptions and coordinate with COTR. 
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H. Egress Routes for Construction Workers: Maintain free and unobstructed egress. Inspect daily. Report 

findings and corrective actions weekly to COTR. 

I. Fire Extinguishers: Provide and maintain extinguishers in construction areas and temporary storage areas in 

accordance with 29 CFR 1926, NFPA 241 and NFPA 10.  

J. Flammable and Combustible Liquids: Store, dispense and use liquids in accordance with 29 CFR 1926, 

NFPA 241 and NFPA 30.  

K. Existing Fire Protection: Do not impair automatic sprinklers, smoke and heat detection, and fire alarm 

systems, except for portions immediately under construction, and temporarily for connections. Provide fire 

watch for impairments more than 4 hours in a 24-hour period. Request interruptions in accordance with 

Article, OPERATIONS AND STORAGE AREAS, and coordinate with COTR. All existing or temporary 

fire protection systems (fire alarms, sprinklers) located in construction areas shall be tested as coordinated 

with the medical center. Parameters for the testing and results of any tests performed shall be recorded by 

the medical center and copies provided to the COTR. 

L. Smoke Detectors: Prevent accidental operation. Remove temporary covers at end of work operations each 

day. Coordinate with COTR . 

M. Hot Work: Perform and safeguard hot work operations in accordance with NFPA 241 and NFPA 51B. 

Coordinate with COTR. Obtain permits from facility Maintenance Supervisor at least 4 hours in advance.   

N. Fire Hazard Prevention and Safety Inspections: Inspect entire construction areas weekly. Coordinate with, 

and report findings and corrective actions weekly to COTR. 

O. Smoking: Smoking is prohibited in and adjacent to construction areas inside existing buildings and 

additions under construction. In separate and detached buildings under construction, smoking is prohibited 

except in designated smoking rest areas. 

P. Dispose of waste and debris in accordance with NFPA 241. Remove from buildings daily. 

Q. Perform other construction, alteration and demolition operations in accordance with 29 CFR 1926. 

1.6 OPERATIONS AND STORAGE AREAS  

A. The Contractor shall confine all operations (including storage of materials) on Government premises to 

areas authorized or approved by the Contracting Officer. The Contractor shall hold and save the 

Government, its officers and agents, free and harmless from liability of any nature occasioned by the 

Contractor's performance. 

B. The Contractor shall, under regulations prescribed by the Contracting Officer, use only established 

roadways, or use temporary roadways constructed by the Contractor when and as authorized by the 
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Contracting Officer. When materials are transported in prosecuting the work, vehicles shall not be loaded 

beyond the loading capacity recommended by the manufacturer of the vehicle or prescribed by any Federal, 

State, or local law or regulation. When it is necessary to cross curbs or sidewalks, the Contractor shall 

protect them from damage. The Contractor shall repair or pay for the repair of any damaged curbs, 

sidewalks, or roads.  

(FAR 52.236-10) 

C. Working space and space available for storing materials shall be as determined by the COTR. 

D. Workmen are subject to rules of Medical Center applicable to their conduct.  

E. Execute work so as to interfere as little as possible with normal functioning of Medical Center as a whole, 

including operations of utility services, fire protection systems and any existing equipment, and with work 

being done by others. Use of equipment and tools that transmit vibrations and noises through the building 

structure, are not permitted in buildings that are occupied, during construction, jointly by patients or 

medical personnel, and Contractor's personnel, except as permitted by COTR where required by limited 

working space. 

1. Do not store materials and equipment in other than assigned areas.  

2. Schedule delivery of materials and equipment to immediate construction working areas within 

buildings in use by Department of Veterans Affairs in quantities sufficient for not more than two work 

days. Provide unobstructed access to Medical Center areas required to remain in operation.  

F. Phasing: To insure such executions, Contractor shall furnish the COTR with a schedule of approximate 

phasing dates on which the Contractor intends to accomplish work in each specific area of building. In 

addition, Contractor shall notify the COTR two weeks in advance of the proposed date of starting work in 

each specific area of building. Arrange such phasing dates to insure accomplishment of this work in 

successive phases mutually agreeable to COTR and Contractor.  

G. Building 1 will be occupied during performance of work; but immediate areas of alterations will be 

vacated.  

  1. Contractor shall take all measures and provide all material necessary for protecting existing equipment 

and property in affected areas of construction against dust and debris, so that equipment and affected 

areas to be used in the Medical Centers operations will not be hindered. Contractor shall permit access 

to Department of Veterans Affairs personnel and patients through other construction areas which serve 

as routes of access to such affected areas and equipment. Coordinate alteration work in areas occupied 

by Department of Veterans Affairs so that Medical Center operations will continue during the 

construction period.  
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H. Utilities Services: Maintain existing utility services for Medical Center at all times. Provide temporary 

facilities, labor, materials, equipment, connections, and utilities to assure uninterrupted services. Where 

necessary to cut existing water, steam, gases, sewer or air pipes, or conduits, wires, cables, etc. of utility 

services or of fire protection systems and communications systems (including telephone), they shall be cut 

and capped at suitable places where shown; or, in absence of such indication, where directed by COTR.  

1. No utility service such as water, gas, steam, sewers or electricity, or fire protection systems and 

communications systems may be interrupted without prior approval of COTR. Electrical work shall be 

accomplished with all affected circuits or equipment de-energized. When an electrical outage cannot 

be accomplished, work on any energized circuits or equipment shall not commence without the 

Medical Center Director’s prior knowledge and written approval. Refer to specification Sections 26 05 

11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS for additional requirements. 

2. Contractor shall submit a request to interrupt any such services to COTR, in writing, 48 hours in 

advance of proposed interruption. Request shall state reason, date, exact time of, and approximate 

duration of such interruption.  

3. Contractor will be advised (in writing) of approval of request, or of which other date and/or time such 

interruption will cause least inconvenience to operations of Medical Center. Interruption time approved 

by Medical Center may occur at other than Contractor's normal working hours.  

4. Major interruptions of any system must be requested, in writing, at least 15 calendar days prior to the 

desired time and shall be performed as directed by the COTR.  

5. In case of a contract construction emergency, service will be interrupted on approval of COTR. Such 

approval will be confirmed in writing as soon as practical.  

6. Whenever it is required that a connection fee be paid to a public utility provider for new permanent 

service to the construction project, for such items as water, sewer, electricity, gas or steam, payment of 

such fee shall be the responsibility of the Government and not the Contractor.  

I. Abandoned Lines: All service lines such as wires, cables, conduits, ducts, pipes and the like, and their 

hangers or supports, which are to be abandoned but are not required to be entirely removed, shall be sealed, 

capped or plugged. The lines shall not be capped in finished areas, but shall be removed and sealed, capped 

or plugged in ceilings, within furred spaces, in unfinished areas, or within walls or partitions; so that they 

are completely behind the finished surfaces.  

J. To minimize interference of construction activities with flow of Medical Center traffic, comply with the 

following:  
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1. Keep roads, walks and entrances to grounds, to parking and to occupied areas of buildings clear of 

construction materials, debris and standing construction equipment and vehicles.  

K. Coordinate the work for this contract with other construction operations as directed by COTR. This 

includes the scheduling of traffic and the use of roadways, as specified in Article, USE OF ROADWAYS.  

1.7 ALTERATIONS  

A. Survey: Before any work is started, the Contractor shall make a thorough survey with the COTR and a 

representative of VA Supply Service, of areas of buildings in which alterations occur and areas which are 

anticipated routes of access, and furnish a report, signed by all three, to the Contracting Officer. This report 

shall list by rooms and spaces: 

1. Existing condition and types of resilient flooring, doors, windows, walls and other surfaces not 

required to be altered throughout affected areas of building.  

2. Existence and conditions of items such as plumbing fixtures and accessories, electrical fixtures, 

equipment, venetian blinds, shades, etc., required by drawings to be either reused or relocated, or both. 

3. Shall note any discrepancies between drawings and existing conditions at site.  

4. Shall designate areas for working space, materials storage and routes of access to areas within 

buildings where alterations occur and which have been agreed upon by Contractor and COTR.  

B. Any items required by drawings to be either reused or relocated or both, found during this survey to be 

nonexistent, or in opinion of COTR, to be in such condition that their use is impossible or impractical, shall 

be furnished and/or replaced by Contractor with new items in accordance with specifications which will be 

furnished by Government. Provided the contract work is changed by reason of this subparagraph B, the 

contract will be modified accordingly, under provisions of clause entitled "DIFFERING SITE 

CONDITIONS" (FAR 52.236-2) and "CHANGES" (FAR 52.243-4 and VAAR 852.236-88).  

C. Re-Survey: Thirty days before expected partial or final inspection date, the Contractor and Resident 

Engineer together shall make a thorough re-survey of the areas of buildings involved. They shall furnish a 

report on conditions then existing, of resilient flooring, doors, windows, walls and other surfaces as 

compared with conditions of same as noted in first condition survey report:  

1. Re-survey report shall also list any damage caused by Contractor to such flooring and other surfaces, 

despite protection measures; and, will form basis for determining extent of repair work required of 

Contractor to restore damage caused by Contractor's workmen in executing work of this contract.  

D. Protection: Provide the following protective measures:  
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1. Wherever existing roof surfaces are disturbed they shall be protected against water infiltration. In case 

of leaks, they shall be repaired immediately upon discovery.  

2. Temporary protection against damage for portions of existing structures and grounds where work is to 

be done, materials handled and equipment moved and/or relocated.  

3. Protection of interior of existing structures at all times, from damage, dust and weather inclemency. 

Wherever work is performed, floor surfaces that are to remain in place shall be adequately protected 

prior to starting work, and this protection shall be maintained intact until all work in the area is 

completed.  

1.8 INFECTION PREVENTION MEASURES 

A. Implement the requirements of VAMC’s Infection Control Risk Assessment (ICRA) team. ICRA Group 

may monitor dust in the vicinity of the construction work and require the Contractor to take corrective 

action immediately if the safe levels are exceeded. 

B. Establish and maintain a dust control program as part of the contractor’s infection preventive measures in 

accordance with the guidelines provided by ICRA Group as specified here. Prior to start of work, prepare a 

plan detailing project-specific dust protection measures, including periodic status reports, and submit to 

COTR and Facility ICRA team for review for compliance with contract requirements in accordance with 

Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA AND SAMPLES.  

1. All personnel involved in the construction or renovation activity shall be educated and trained in 

infection prevention measures established by the medical center. 

C. Medical center Infection Control personnel shall monitor for airborne disease (e.g. aspergillosis) as 

appropriate during construction. A baseline of conditions may be established by the medical center prior to 

the start of work and periodically during the construction stage to determine impact of construction 

activities on indoor air quality. In addition: 

1. The COTR and VAMC Infection Control personnel shall review pressure differential monitoring 

documentation to verify that pressure differentials in the construction zone and in the patient-care 

rooms are appropriate for their settings. The requirement for negative air pressure in the construction 

zone shall depend on the location and type of activity. Upon notification, the contractor shall 

implement corrective measures to restore proper pressure differentials as needed. 

2. In case of any problem, the medical center, along with assistance from the contractor, shall conduct an 

environmental assessment to find and eliminate the source. 

D. In general, following preventive measures shall be adopted during construction to keep down dust and 

prevent mold.  
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1. Dampen debris to keep down dust and provide temporary construction partitions in existing structures 

where directed by COTR. Blank off ducts and diffusers to prevent circulation of dust into occupied 

areas during construction. 

2. Do not perform dust producing tasks within occupied areas without the approval of the COTR. For 

construction in any areas that will remain jointly occupied by the medical Center and Contractor’s 

workers, the Contractor shall: 

a. Provide dust proof temporary drywall construction barriers to completely separate construction 

from the operational areas of the hospital in order to contain dirt debris and dust. Barriers shall be 

sealed and made presentable on hospital occupied side. Install a self-closing rated door in a metal 

frame, commensurate with the partition, to allow worker access. Maintain negative air at all times. 

A fire retardant polystyrene, 6-mil thick or greater plastic barrier meeting local fire codes may be 

used where dust control is the only hazard, and an agreement is reached with the COTR and 

Medical Center. 

b. HEPA filtration is required where the exhaust dust may reenter the breathing zone.  Contractor 

shall verify that construction exhaust to exterior is not reintroduced to the medical center through 

intake vents, or building openings. Install HEPA (High Efficiency Particulate Accumulator) filter 

vacuum system rated at 95% capture of 0.3 microns including pollen, mold spores and dust 

particles. Insure continuous negative air pressures occurring within the work area. HEPA filters 

should have ASHRAE 85 or other prefilter to extend the useful life of the HEPA. Provide both 

primary and secondary filtrations units. Exhaust hoses shall be heavy duty, flexible steel 

reinforced and exhausted so that dust is not reintroduced to the medical center. 

c. Adhesive Walk-off/Carpet Walk-off Mats, minimum 600mm x 900mm (24” x 36”), shall be used 

at all interior transitions from the construction area to occupied medical center area. These mats 

shall be changed as often as required to maintain clean work areas directly outside construction 

area at all times. 

d. Vacuum and wet mop all transition areas from construction to the occupied medical center at the 

end of each workday. Vacuum shall utilize HEPA filtration. Maintain surrounding area frequently. 

Remove debris as they are created. Transport these outside the construction area in containers with 

tightly fitting lids. 

e. The contractor shall not haul debris through patient-care areas without prior approval of the COTR 

and the Medical Center. When, approved, debris shall be hauled in enclosed dust proof containers 

or wrapped in plastic and sealed with duct tape. No sharp objects should be allowed to cut through 

the plastic. Wipe down the exterior of the containers with a damp rag to remove dust. All 
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equipment, tools, material, etc. transported through occupied areas shall be made free from dust 

and moisture by vacuuming and wipe down.  

f. Using a HEPA vacuum, clean inside the barrier and vacuum ceiling tile prior to replacement. Any 

ceiling access panels opened for investigation beyond sealed areas shall be sealed immediately 

when unattended. 

g. There shall be no standing water during construction. This includes water in equipment drip pans 

and open containers within the construction areas. All accidental spills must be cleaned up and 

dried within 12 hours. Remove and dispose of porous materials that remain damp for more than 72 

hours. 

h. At completion, remove construction barriers and ceiling protection carefully. Vacuum and clean 

all surfaces free of dust after the removal. 

E. Final Cleanup: 

1. Upon completion of project, or as work progresses, remove all construction debris from above ceiling, 

vertical shafts and utility chases that have been part of the construction. 

2. Perform HEPA vacuum cleaning of all surfaces in the construction area. This includes walls, ceilings, 

cabinets, furniture (built-in or free standing), partitions, flooring, etc. 

3. All new air ducts shall be cleaned prior to final inspection. 

1.9 DISPOSAL AND RETENTION 

A. Materials and equipment accruing from work removed and from demolition of buildings or structures, or 

parts thereof, shall be disposed of as follows:  

1. Reserved items which are to remain property of the Government are identified by attached tags or 

noted on drawings or in specifications as items to be stored. Items that remain property of the 

Government shall be removed or dislodged from present locations in such a manner as to prevent 

damage which would be detrimental to re-installation and reuse. Store such items where directed by 

COTR.  

2. Items not reserved shall become property of the Contractor and be removed by Contractor from 

Medical Center. 

3. Items of portable equipment and furnishings located in rooms and spaces in which work is to be done 

under this contract shall remain the property of the Government. When rooms and spaces are vacated 

by the Department of Veterans Affairs during the alteration period, such items which are NOT required 
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by drawings and specifications to be either relocated or reused will be removed by the Government in 

advance of work to avoid interfering with Contractor's operation.  

1.10 RESTORATION  

A. Remove, cut, alter, replace, patch and repair existing work as necessary to install new work. Except as 

otherwise shown or specified, do not cut, alter or remove any structural work, and do not disturb any ducts, 

plumbing, steam, gas, or electric work without approval of the COTR. Existing work to be altered or 

extended and that is found to be defective in any way, shall be reported to the COTR before it is disturbed. 

Materials and workmanship used in restoring work, shall conform in type and quality to that of original 

existing construction, except as otherwise shown or specified.  

B. Upon completion of contract, deliver work complete and undamaged. Existing work (walls, ceilings, 

partitions, floors, mechanical and electrical work, lawns, paving, roads, walks, etc.) disturbed or removed 

as a result of performing required new work, shall be patched, repaired, reinstalled, or replaced with new 

work, and refinished and left in as good condition as existed before commencing work.  

C. At Contractor's own expense, Contractor shall immediately restore to service and repair any damage caused 

by Contractor's workmen to existing piping and conduits, wires, cables, etc., of utility services or of fire 

protection systems and communications systems (including telephone) which are indicated on drawings 

and which are not scheduled for discontinuance or abandonment.  

D. Expense of repairs to such utilities and systems not shown on drawings or locations of which are unknown 

will be covered by adjustment to contract time and price in accordance with clause entitled "CHANGES" 

(FAR 52.243-4 and VAAR 852.236-88) and "DIFFERING SITE CONDITIONS" (FAR 52.236-2).  

1.11 AS-BUILT DRAWINGS 

A. The contractor shall maintain two full size sets of as-built drawings which will be kept current during 

construction of the project, to include all contract changes, modifications and clarifications. 

B. All variations shall be shown in the same general detail as used in the contract drawings. To insure 

compliance, as-built drawings shall be made available for the COTR's review, as often as requested. 

C. Contractor shall deliver an electronic set of as-built drawings to the COTR within 15 calendar days after the 

acceptance of the project by the COTR.  The set shall be in AutoCAD 2007 .DWG file format. 

D. Paragraphs A, B, & C shall also apply to all shop drawings. 

1.12 TEMPORARY USE OF EXISTING ELEVATORS  

A. Use of existing service elevators for handling building materials and contractor’s personnel will be 

permitted.  Contractor cannot use elevator during posted food delivery times.  All damage done by the 

contractor to be repaired/replaced at the contractor’s expense. 
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1.13 TEMPORARY TOILETS  

 A. Contractor may have for use of Contractor's workmen, such toilet accommodations as may be assigned to 

Contractor by Medical Center. Contractor shall keep such places clean and be responsible for any damage 

done thereto by Contractor's workmen. Failure to maintain satisfactory condition in toilets will deprive 

Contractor of the privilege to use such toilets.  

1.14 TESTS  

A. Pre-test mechanical and electrical equipment and systems and make corrections required for proper 

operation of such systems before requesting final tests. Final test will not be conducted unless pre-tested.  

B. Conduct final tests required in various sections of specifications in presence of an authorized representative 

of the Contracting Officer. Contractor shall furnish all labor, materials, equipment, instruments, and forms, 

to conduct and record such tests.  

1.15 INSTRUCTIONS  

A. Contractor shall furnish Maintenance and Operating manuals and verbal instructions when required by the 

various sections of the specifications and as hereinafter specified.  

B. Manuals: Maintenance and operating manuals (four copies each) for each separate piece of equipment shall 

be delivered to the COTR coincidental with the delivery of the equipment to the job site. Manuals shall be 

complete, detailed guides for the maintenance and operation of equipment. They shall include complete 

information necessary for starting, adjusting, maintaining in continuous operation for long periods of time 

and dismantling and reassembling of the complete units and sub-assembly components. Manuals shall 

include an index covering all component parts clearly cross-referenced to diagrams and illustrations. 

Illustrations shall include "exploded" views showing and identifying each separate item. Emphasis shall be 

placed on the use of special tools and instruments. The function of each piece of equipment, component, 

accessory and control shall be clearly and thoroughly explained. All necessary precautions for the operation 

of the equipment and the reason for each precaution shall be clearly set forth. Manuals must reference the 

exact model, style and size of the piece of equipment and system being furnished. Manuals referencing 

equipment similar to but of a different model, style, and size than that furnished will not be accepted.  

C. Instructions: Contractor shall provide qualified, factory-trained manufacturers' representatives to give 

detailed instructions to assigned Department of Veterans Affairs personnel in the operation and complete 

maintenance for each piece of equipment. All such training will be at the job site. These requirements are 

more specifically detailed in the various technical sections. Instructions for different items of equipment 

that are component parts of a complete system, shall be given in an integrated, progressive manner. All 

instructors for every piece of component equipment in a system shall be available until instructions for all 

items included in the system have been completed. This is to assure proper instruction in the operation of 

inter-related systems. All instruction periods shall be at such times as scheduled by the COTR and shall be 
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considered concluded only when the COTR is satisfied in regard to complete and thorough coverage. The 

Department of Veterans Affairs reserves the right to request the removal of, and substitution for, any 

instructor who, in the opinion of the COTR, does not demonstrate sufficient qualifications in accordance 

with requirements for instructors above.  

1.16 RELOCATED ITEMS  

A. Contractor shall disconnect, dismantle as necessary, remove and reinstall in new location, all existing 

equipment and items indicated on the drawings or otherwise shown to be relocated by the Contractor.  

B. Perform relocation of such equipment or items at such times and in such a manner as directed by the 

COTR.  

C. Suitably cap existing service lines, such as steam, condensate return, water, drain, gas, air, vacuum and/or 

electrical, whenever such lines are disconnected from equipment to be relocated. Remove abandoned lines 

in finished areas and cap as specified herein before under paragraph "Abandoned Lines".  

D. Provide all mechanical and electrical service connections, fittings, fastenings and any other materials 

necessary for assembly and installation of relocated equipment; and leave such equipment in proper 

operating condition.  

- - - E N D - - - 
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SECTION 01 33 23 

SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES 

1-1. Refer to Articles titled SPECIFICATIONS AND DRAWINGS FOR CONSTRUCTION (FAR 52.236-21) 

and, SPECIAL NOTES (VAAR 852.236-91), in GENERAL CONDITIONS. 

1-2. For the purposes of this contract, samples, test reports, certificates, and manufacturers' literature and data 

shall also be subject to the previously referenced requirements. The following text refers to all items 

collectively as SUBMITTALS. 

1-3. Submit for approval, all of the items specifically mentioned under the separate sections of the specification, 

with information sufficient to evidence full compliance with contract requirements. Materials, fabricated 

articles and the like to be installed in permanent work shall equal those of approved submittals. After an 

item has been approved, no change in brand or make will be permitted unless: 

A. Satisfactory written evidence is presented to, and approved by Contracting Officer, that manufacturer 

cannot make scheduled delivery of approved item or; 

B. Item delivered has been rejected and substitution of a suitable item is an urgent necessity or; 

C. Other conditions become apparent which indicates approval of such substitute item to be in best interest of 

the Government. 

1-4. Forward submittals in sufficient time to permit proper consideration and approval action by Government. 

Time submission to assure adequate lead time for procurement of contract - required items. Delays 

attributable to untimely and rejected submittals will not serve as a basis for extending contract time for 

completion. 

1-5. Submittals will be reviewed for compliance with contract requirements by COR, and action thereon will be 

taken by COR on behalf of the Contracting Officer. 

1-6. The Government reserves the right to require additional submittals, whether or not particularly mentioned 

in this contract. If additional submittals beyond those required by the contract are furnished pursuant to 

request therefor by Contracting Officer, adjustment in contract price and time will be made in accordance 

with Articles titled CHANGES (FAR 52.243-4) and CHANGES - SUPPLEMENT (VAAR 852.236-88) of 

the GENERAL CONDITIONS. 

1-7. Schedules called for in specifications and shown on shop drawings shall be submitted for use and 

information of Department of Veterans Affairs. However, the Contractor shall assume responsibility for 

coordinating and verifying schedules. The Department of Veterans Affairs assumes no responsibility for 

checking schedules or layout drawings for exact sizes, exact numbers and detailed positioning of items. 

1-8. Submittals must be submitted by Contractor only and shipped prepaid. Contracting Officer assumes no 

responsibility for checking quantities or exact numbers included in such submittals.  

A. Submit samples in single units unless otherwise specified. Submit shop drawings, schedules, 

manufacturers' literature and data, and certificates in quadruplicate, except where a greater number is 

specified. 
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B. Submittals will receive consideration only when covered by a transmittal letter signed by Contractor. Letter 

shall be sent via first class mail and shall contain the list of items, name of Medical Center, name of 

Contractor, contract number, applicable specification paragraph numbers, applicable drawing numbers (and 

other information required for exact identification of location for each item), manufacturer and brand, 

ASTM or Federal Specification Number (if any) and such additional information as may be required by 

specifications for particular item being furnished. In addition, catalogs shall be marked to indicate specific 

items submitted for approval. 

1. A copy of letter must be enclosed with items, and any items received without identification letter will 

be considered "unclaimed goods" and held for a limited time only. 

2. Each sample, certificate, manufacturers' literature and data shall be labeled to indicate the name and 

location of the Medical Center, name of Contractor, manufacturer, brand, contract number and ASTM 

or Federal Specification Number as applicable and location(s) on project. 

3. Required certificates shall be signed by an authorized representative of manufacturer or supplier of 

material, and by Contractor.  

C. If submittal samples have been disapproved, resubmit new samples as soon as possible after notification of 

disapproval. Such new samples shall be marked "Resubmitted Sample" in addition to containing other 

previously specified information required on label and in transmittal letter. 

E. Approved samples will be kept on file by the COTR at the site until completion of contract, at which time 

such samples will be delivered to Contractor as Contractor's property. Where noted in technical sections of 

specifications, approved samples in good condition may be used in their proper locations in contract work. 

At completion of contract, samples that are not approved will be returned to Contractor only upon request 

and at Contractor's expense. Such request should be made prior to completion of the contract. Disapproved 

samples that are not requested for return by Contractor will be discarded after completion of contract. 

F. Submittal drawings (shop, erection or setting drawings) and schedules, required for work of various trades, 

shall be checked before submission by technically qualified employees of Contractor for accuracy, 

completeness and compliance with contract requirements. These drawings and schedules shall be stamped 

and signed by Contractor certifying to such check. 

1. For each drawing required, submit one legible photographic paper or vellum reproducible. 

2. Reproducible shall be full size. 

3. Each drawing shall have marked thereon, proper descriptive title, including Medical Center location, 

project number, manufacturer's number, reference to contract drawing number, detail Section Number, 

and Specification Section Number. 
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4. A space 120 mm by 125 mm (4-3/4 by 5 inches) shall be reserved on each drawing to accommodate 

approval or disapproval stamp. 

5. Submit drawings, ROLLED WITHIN A MAILING TUBE, fully protected for shipment. 

6. One reproducible print of approved or disapproved shop drawings will be forwarded to Contractor. 

7. When work is directly related and involves more than one trade, shop drawings shall be submitted to 

COR under one cover. 

1-9. Samples, shop drawings, test reports, certificates and manufacturers' literature and data, shall be submitted 

for approval to  

 VA Northern Indiana Health Care System 

 Attn: Andrew J. Hawk (138B(F))  

 2121 Lake Ave. 

 Fort  Wayne , IN 46805 

   

- - - E N D - - - 
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SECTION 01 45 29 

TESTING LABORATORY SERVICES 

 

PART 1 - GENERAL 

1.1 DESCRIPTION: 

 This section specifies materials testing activities and inspection services required during project 

construction to be provided by a Testing Laboratory retained and paid for by Contractor. 

1.2 APPLICABLE PUBLICATIONS: 

A. The publications listed below form a part of this specification to the extent referenced. The publications are 

referred to in the text by the basic designation only. 

D. American Society for Testing and Materials (ASTM): 

A325-06 ...........................................Structural Bolts, Steel, Heat Treated, 120/105 ksi Minimum Tensile 

Strength 

C140-07 ...........................................Sampling and Testing Concrete Masonry Units and Related Units 

C780-07 ...........................................Pre-construction and Construction Evaluation of Mortars for Plain and 

Reinforced Unit Masonry 

C1019-08 .........................................Sampling and Testing Grout 

E543-06 ...........................................Agencies Performing Non-Destructive Testing 

E1155-96(R2008) ............................Determining FF Floor Flatness and FL Floor Levelness Numbers 

1.3 REQUIREMENTS: 

A. Accreditation Requirements: Testing Laboratory retained and paid for by Contractor, must be accredited by 

one or more of the National Voluntary Laboratory Accreditation Program (NVLAP) programs acceptable 

in the geographic region for the project.  Furnish to the Contracting Officer a copy of the Certificate of 

Accreditation and Scope of Accreditation. For testing laboratories that have not yet obtained accreditation 

by a NVLAP program, submit an acknowledgement letter from one of the laboratory accreditation 

authorities indicating that the application for accreditation has been received and the accreditation process 

has started, and submit to the Contracting Officer for approval, certified statements, signed by an official of 

the testing laboratory attesting that the proposed laboratory, meets or conforms to the ASTM standards 

listed below as appropriate to the testing field. 

1. Laboratories engaged in testing of construction materials shall meet the requirements of ASTM E329. 

2. Laboratories engaged in non-destructive testing (NDT) shall meet the requirements of ASTM E543. 

3. Laboratories engaged in Hazardous Materials Testing shall meet the requirements of OSHA and EPA. 

B. Inspection and Testing: Testing laboratory shall inspect materials and workmanship and perform tests 

described herein and additional tests requested by Resident Engineer. When it appears materials furnished, 

or work performed by Contractor fail to meet construction contract requirements, Testing Laboratory shall 

direct attention of Resident Engineer to such failure. 

C. Written Reports: Testing laboratory shall submit test reports to Resident Engineer, Contractor, and Local 

Building Authority within 24 hours after each test is completed unless other arrangements are agreed to in 

writing by the Resident Engineer. Submit reports of tests that fail to meet construction contract 

requirements on colored paper. 
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D. Verbal Reports: Give verbal notification to Resident Engineer immediately of any irregularity. 

E. Test Standards: The Contractor shall include a lump sum allowance of $5000 for furnishing published 

standards (ASTM, AASHTO, ACI, ANSI, AWS, ASHRAE, UL, etc.) referred to or specifically referenced 

which are pertinent to any Sections of these specifications. Furnish one set of standards in single copies or 

bound volumes to the Resident Engineer within 60 days. Photocopies are not acceptable. Billings for the 

standards furnished shall be at the net cost to Testing Laboratory. A preliminary list of test standards, with 

the estimated costs, shall be submitted to the Resident Engineer for review before any publications of 

reference standards are ordered. 

- - - E N D - - - 
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SECTION 02 41 00 

DEMOLITION 

PART 1 - GENERAL  

1.1 DESCRIPTION: 

 This section specifies demolition and removal of  portions of buildings, utilities, other structures and debris 

from trash dumps shown.  

1.2 RELATED WORK: 

A. Disconnecting utility services prior to demolition: Section 01 00 00, GENERAL REQUIREMENTS. 

B. Reserved items that are to remain the property of the Government: Section 01 00 00, GENERAL 

REQUIREMENTS. 

C. Infectious Control: Section 01 00 00, GENERAL REQUIREMENTS, Article 1.8, INFECTION 

PREVENTION MEASURES. 

1.3 PROTECTION: 

A. Perform demolition in such manner as to eliminate hazards to persons and property; to minimize 

interference with use of adjacent areas, utilities and structures or interruption of use of such utilities; and to 

provide free passage to and from such adjacent areas of structures.  

B. Provide safeguards, including warning signs, barricades, temporary fences, warning lights, and other 

similar items that are required for protection of all personnel during demolition and removal operations.  

C. Maintain fences, barricades, lights, and other similar items around exposed excavations until such 

excavations have been completely filled. 

D. Provide enclosed dust chutes with control gates from each floor to carry debris to truck beds and govern 

flow of material into truck. Provide overhead bridges of tight board or prefabricated metal construction at 

dust chutes to protect persons and property from falling debris. 

E. Prevent spread of flying particles and dust. Sprinkle rubbish and debris with water to keep dust to a 

minimum. Do not use water if it results in hazardous or objectionable condition such as, but not limited to; 

ice, flooding, or pollution. Vacuum and dust the work area daily. 

F. In addition to previously listed fire and safety rules to be observed in performance of work, include 

following: 

1. No wall or part of wall shall be permitted to fall outwardly from structures. 

2. Wherever a cutting torch or other equipment that might cause a fire is used, provide and maintain fire 

extinguishers nearby ready for immediate use. Instruct all possible users in use of fire extinguishers. 



11-08M 

02 41 00 - 2 

3. Keep hydrants clear and accessible at all times. Prohibit debris from accumulating within a radius of 

4500 mm (15 feet) of fire hydrants. 

G. Before beginning any demolition work, the Contractor shall survey the site and examine the drawings and 

specifications to determine the extent of the work. The contractor shall take necessary precautions to avoid 

damages to existing items to remain in place, to be reused, or to remain the property of the Medical Center; 

any damaged items shall be repaired or replaced as approved by the Resident Engineer. The Contractor 

shall coordinate the work of this section with all other work and shall construct and maintain shoring, 

bracing, and supports as required. The Contractor shall ensure that structural elements are not overloaded 

and shall be responsible for increasing structural supports or adding new supports as may be required as a 

result of any cutting, removal, or demolition work performed under this contract. Do not overload structural 

elements. Provide new supports and reinforcement for existing construction weakened by demolition or 

removal works. Repairs, reinforcement, or structural replacement must have Resident Engineer’s approval.  

H. The work shall comply with the requirements of Section 01 00 00, GENERAL REQUIREMENTS, Article 

1.8 INFECTION PREVENTION MEASURES. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 – EXECUTION 

3.1 DEMOLITION: 

A. Completely demolish and remove portions of building systems including all indicated partitions, electrical 

systems, plumbing and sanitary waste systems, and any appurtenances related or connected thereto, as 

noted below: 

1. As required for installation of new utility service lines. 

2. As required for creation of new space. 

B. Debris, including brick, concrete, stone, metals and similar materials shall become property of Contractor 

and shall be disposed of by him daily, outside the confines of the building as a minimum, to avoid 

accumulation at the demolition site. Materials that cannot be removed daily shall be stored in areas 

specified by the Resident Engineer.  

C. Remove and legally dispose of all materials, from any trash dumps shown. Materials removed shall become 

property of contractor and shall be disposed of in compliance with applicable federal, state or local permits, 

rules and/or regulations.  

3.2 CLEAN-UP: 

 On completion of work of this section and after removal of all debris, leave site in clean condition 

satisfactory to Resident Engineer. Clean-up shall include off the Medical Center disposal of all items and 
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materials not required to remain property of the Government as well as all debris and rubbish resulting 

from demolition operations. 

- - - E N D - - - 
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SECTION 26 05 11 

REQUIREMENTS FOR ELECTRICAL INSTALLATIONS  

 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This Section 26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS, applies to all sections 

of Division 26. 

B. Furnish and install electrical wiring, systems, equipment and accessories in accordance with the 

specifications and drawings.  Capacities and ratings of motors, transformers, cable, panelboards, and other 

items and arrangements for the specified items are shown on drawings. 

C. Wiring ampacities specified or shown on the drawings are based on copper conductors, with the conduit 

and raceways accordingly sized. Aluminum conductors are prohibited. 

1.2 MINIMUM REQUIREMENTS 

A. References to the National Electrical Code (NEC), Underwriters Laboratories, Inc. (UL) and National Fire 

Protection Association (NFPA) are minimum installation requirement standards. 

B. Drawings and other specification sections shall govern in those instances where requirements are greater 

than those specified in the above standards. 

1.3 TEST STANDARDS  

A. All materials and equipment shall be listed, labeled or certified by a nationally recognized testing 

laboratory to meet Underwriters Laboratories, Inc., standards where test standards have been established. 

Equipment and materials which are not covered by UL Standards will be accepted provided equipment and 

material is listed, labeled, certified or otherwise determined to meet safety requirements of a nationally 

recognized testing laboratory. Equipment of a class which no nationally recognized testing laboratory 

accepts, certifies, lists, labels, or determines to be safe, will be considered if inspected or tested in 

accordance with national industrial standards, such as NEMA, or ANSI. Evidence of compliance shall 

include certified test reports and definitive shop drawings. 

B. Definitions: 

1. Listed; equipment or device of a kind mentioned which: 

a. Is published by a nationally recognized laboratory which makes periodic inspection of production 

of such equipment. 

b. States that such equipment meets nationally recognized standards or has been tested and found 

safe for use in a specified manner. 

2. Labeled; equipment or device is when: 

a. It embodies a valid label, symbol, or other identifying mark of a nationally recognized testing 

laboratory such as Underwriters Laboratories, Inc. 

b. The laboratory makes periodic inspections of the production of such equipment. 

c. The labeling indicates compliance with nationally recognized standards or tests to determine safe 

use in a specified manner. 

3. Certified; equipment or product is which: 
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a. Has been tested and found by a nationally recognized testing laboratory to meet nationally 

recognized standards or to be safe for use in a specified manner. 

b. Production of equipment or product is periodically inspected by a nationally recognized testing 

laboratory. 

c. Bears a label, tag, or other record of certification. 

4. Nationally recognized testing laboratory; laboratory which is approved, in accordance with OSHA 

regulations, by the Secretary of Labor. 

1.4 QUALIFICATIONS (PRODUCTS AND SERVICES)  

A. Manufacturers Qualifications: The manufacturer shall regularly and presently produce, as one of the 

manufacturer's principal products, the equipment and material specified for this project, and shall have 

manufactured the item for at least three years. 

B. Product Qualification: 

1. The Government reserves the right to require the Contractor to submit a list of installations where the 

products have been in operation before approval. 

C. Service Qualifications: There shall be a permanent service organization maintained or trained by the 

manufacturer which will render satisfactory service to this installation within eight hours of receipt of 

notification that service is needed. Submit name and address of service organizations. 

1.5 MANUFACTURED PRODUCTS 

A. Materials and equipment furnished shall be of current production by manufacturers regularly engaged in 

the manufacture of such items, for which replacement parts shall be available. 

B. When more than one unit of the same class of equipment is required, such units shall be the product of a 

single manufacturer. 

C. Equipment Assemblies and Components: 

1. Components of an assembled unit need not be products of the same manufacturer. 

2. Manufacturers of equipment assemblies, which include components made by others, shall assume 

complete responsibility for the final assembled unit. 

3. Components shall be compatible with each other and with the total assembly for the intended service. 

4. Constituent parts which are similar shall be the product of a single manufacturer. 

D. Factory wiring shall be identified on the equipment being furnished and on all wiring diagrams. 

E. When Factory Testing Is Specified: 

1. The Government shall have the option of witnessing factory tests. The contractor shall notify the VA 

through the COTR a minimum of 15 working days prior to the manufacturers making the factory tests. 

2. Four copies of certified test reports containing all test data shall be furnished to the COTR prior to final 

inspection and not more than 90 days after completion of the tests. 

3. When equipment fails to meet factory test and re-inspection is required, the contractor shall be liable 

for all additional expenses, including expenses of the Government. 
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1.6 EQUIPMENT REQUIREMENTS 

 Where variations from the contract requirements are requested in accordance with GENERAL 

CONDITIONS and Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES, the 

connecting work and related components shall include, but not be limited to additions or changes to branch 

circuits, circuit protective devices, conduits, wire, feeders, controls, panels and installation methods. 

1.7 EQUIPMENT PROTECTION 

A. Equipment and materials shall be protected during shipment and storage against physical damage, dirt, 

moisture, cold and rain: 

1. During installation, enclosures, equipment, controls, controllers, circuit protective devices, and other 

like items, shall be protected against entry of foreign matter; and be vacuum cleaned both inside and 

outside before testing and operating and repainting if required. 

2. Damaged equipment shall be, as determined by the COTR, placed in first class operating condition or 

be returned to the source of supply for repair or replacement. 

3. Painted surfaces shall be protected with factory installed removable heavy kraft paper, sheet vinyl or 

equal. 

4. Damaged paint on equipment and materials shall be refinished with the same quality of paint and 

workmanship as used by the manufacturer so repaired areas are not obvious. 

1.8 WORK PERFORMANCE 

A. All electrical work must comply with the requirements of NFPA 70 (NEC), NFPA 70B, NFPA 70E, OSHA 

Part 1910 subpart J, OSHA Part 1910 subpart S and OSHA Part 1910 subpart K in addition to other 

references required by contract. 

B. Job site safety and worker safety is the responsibility of the contractor. 

C. Electrical work shall be accomplished with all affected circuits or equipment de-energized. When an 

electrical outage cannot be accomplished in this manner for the required work, the following requirements 

are mandatory: 

1. Electricians must use full protective equipment (i.e., certified and tested insulating material to cover 

exposed energized electrical components, certified and tested insulated tools, etc.) while working on 

energized systems in accordance with NFPA 70E. 

2. Electricians must wear personal protective equipment while working on energized systems in 

accordance with NFPA 70E. 

3. Before initiating any work, a job specific work plan must be developed by the contractor with a peer 

review conducted and documented by the COTR. The work plan must include procedures to be used 

on and near the live electrical equipment, barriers to be installed, safety equipment to be used and exit 

pathways. 

4. Work on energized circuits or equipment cannot begin until prior written approval is obtained from the 

COTR. 

D. For work on existing stations, arrange, phase and perform work to assure electrical service for the building.  

Any outage of normal power for more than two hours will require a temporary generator to be installed by 

the Electrical Contractor.  Refer to Article OPERATIONS AND STORAGE AREAS under Section 01 00 

00, GENERAL REQUIREMENTS. 
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E. New work shall be installed and connected to existing work neatly and carefully. Disturbed or damaged 

work shall be replaced or repaired to its prior conditions, as required by Section 01 00 00, GENERAL 

REQUIREMENTS. 

F. Coordinate location of equipment and conduit with other trades to minimize interferences. See GENERAL 

CONDITIONS. 

1.9 EQUIPMENT INSTALLATION AND REQUIREMENTS  

A. Equipment location shall be as close as practical to locations shown on the drawings. 

B. Working spaces shall not be less than specified in the NEC for all voltages specified. 

C. Inaccessible Equipment: 

1. Where the Government determines that the Contractor has installed equipment not conveniently 

accessible for operation and maintenance, the equipment shall be removed and reinstalled as directed at 

no additional cost to the Government. 

2. "Conveniently accessible" is defined as being capable of being reached without the use of ladders, or 

without climbing or crawling under or over obstacles such as, but not limited to, motors, pumps, belt 

guards, transformers, piping, ductwork, conduit and raceways. 

1.10 EQUIPMENT IDENTIFICATION 

A. In addition to the requirements of the NEC, install an identification sign on the panelboards, contactors and 

disconnects for mechanical equipment.   

B. Nameplates shall be laminated black phenolic resin with a white core with engraved lettering, a minimum 

of 6 mm (1/4 inch) high. Secure nameplates with screws. Nameplates that are furnished by manufacturer as 

a standard catalog item, or where other method of identification is herein specified, are exceptions. 

1.11 SUBMITTALS 

A. Submit in accordance with Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES.  

B. The Government's approval shall be obtained for all equipment and material before delivery to the job site. 

Delivery, storage or installation of equipment or material which has not had prior approval will not be 

permitted at the job site. 

C. All submittals shall include adequate descriptive literature, catalog cuts, shop drawings and other data 

necessary for the Government to ascertain that the proposed equipment and materials comply with 

specification requirements.  Catalog cuts submitted for approval shall be legible and clearly identify 

equipment being submitted. 

D. Submittals for individual systems and equipment assemblies which consist of more than one item or 

component shall be made for the system or assembly as a whole.  Partial submittals will not be considered 

for approval. 

1. Mark the submittals, "SUBMITTED UNDER SECTION__________________". 

2. Submittals shall be marked to show specification reference including the section and paragraph 

numbers. 

3. Submit each section separately. 
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E. The submittals shall include the following: 

1. Information that confirms compliance with contract requirements. Include the manufacturer's name, 

model or catalog numbers, catalog information, technical data sheets, shop drawings, pictures, 

nameplate data and test reports as required. 

2. Elementary and interconnection wiring diagrams for communication and signal systems, control 

system and equipment assemblies. All terminal points and wiring shall be identified on wiring 

diagrams. 

3. Parts list which shall include those replacement parts recommended by the equipment manufacturer, 

quantity of parts, current price and availability of each part. 

F. Manuals: Submit in accordance with Section 01 00 00, GENERAL REQUIREMENTS. 

1. Maintenance and Operation Manuals: Submit as required for systems and equipment specified in the 

technical sections. Furnish four copies, bound in hardback binders, (manufacturer's standard binders) 

or an approved equivalent. Furnish one complete manual as specified in the technical section but in no 

case later than prior to performance of systems or equipment test, and furnish the remaining manuals 

prior to contract completion. 

2. Inscribe the following identification on the cover: the words "MAINTENANCE AND OPERATION 

MANUAL," the name and location of the system, equipment, building, name of Contractor, and 

contract number. Include in the manual the names, addresses, and telephone numbers of each 

subcontractor installing the system or equipment and the local representatives for the system or 

equipment. 

3. Provide a "Table of Contents" and assemble the manual to conform to the table of contents, with tab 

sheets placed before instructions covering the subject. The instructions shall be legible and easily read, 

with large sheets of drawings folded in. 

4. The manuals shall include: 

a. Internal and interconnecting wiring and control diagrams with data to explain detailed operation 

and control of the equipment. 

b. A control sequence describing start-up, operation, and shutdown. 

c. Description of the function of each principal item of equipment. 

d. Installation and maintenance instructions. 

e. Safety precautions. 

f. Diagrams and illustrations. 

g. Testing methods. 

h. Performance data. 

i. Lubrication schedule including type, grade, temperature range, and frequency. 

j. Pictorial "exploded" parts list with part numbers. Emphasis shall be placed on the use of special 

tools and instruments.  The list shall indicate sources of supply, recommended spare parts, and 

name of servicing organization. 

k. Appendix; list qualified permanent servicing organizations for support of the equipment, including 

addresses and certified qualifications. 

G. Approvals will be based on complete submission of manuals together with shop drawings. 
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H. After approval and prior to installation, furnish the COTR with one sample of each of the following: 

1. A 300 mm (12 inch) length of each type and size of wire and cable along with the tag from the coils of 

reels from which the samples were taken.  

2. Each type of conduit coupling, bushing and termination fitting.  

3. Conduit hangers, clamps and supports.  

4. Each type of receptacle, toggle switch, outlet box, manual motor starter, device plate, wire and cable 

splicing and terminating material and single pole molded case circuit breaker. 

5. Each type of light fixture specified in Section 26 51 00, INTERIOR LIGHTING or shown on the 

drawings. 

1.12 SINGULAR NUMBER  

 Where any device or part of equipment is referred to in these specifications in the singular number (e.g., 

"the switch"), this reference shall be deemed to apply to as many such devices as are required to complete 

the installation as shown on the drawings. 

1.13 TRAINING 

A. Training shall be provided in accordance with Article, INSTRUCTIONS, of Section 01 00 00, GENERAL 

REQUIREMENTS. 

B. Training shall be provided for the particular equipment or system as required in each associated 

specification. 

C. A training schedule shall be developed and submitted by the contractor and approved by the COTR at least 

30 days prior to the planned training. 

- - - E N D - - - 
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SECTION 26 05 21 

LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES (600 VOLTS AND BELOW) 

 

PART 1 - GENERAL 

1.1 DESCRIPTION 

 This section specifies the furnishing, installation, and connection of the low voltage power and lighting 

wiring. 

1.2 RELATED WORK 

B. General electrical requirements that are common to more than one section in Division 26: Section 26 05 11, 

REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

C. Conduits for cables and wiring: Section 26 05 33, RACEWAY AND BOXES FOR ELECTRICAL 

SYSTEMS. 

D. Requirements for personnel safety and to provide a low impedance path for possible ground fault currents: 

Section 26 05 26, GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS. 

1.3 SUBMITTALS 

A. In accordance with Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES, furnish 

the following: 

1. Manufacturer's Literature and Data: Showing each cable type and rating. 

2. Certificates: Two weeks prior to final inspection, deliver to the COTR four copies of the certification 

that the material is in accordance with the drawings and specifications and has been properly installed. 

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments, addenda, revisions, supplements and errata) form a part 

of this specification to the extent referenced. Publications are reference in the text by the basic designation 

only. 

B. American Society of Testing Material (ASTM): 

D2301-04 .........................................Standard Specification for Vinyl Chloride Plastic Pressure Sensitive 

Electrical Insulating Tape  

C. Federal Specifications (Fed. Spec.): 

A-A-59544-00 .................................Cable and Wire, Electrical (Power, Fixed Installation) 

C. National Fire Protection Association (NFPA): 

70-08 ...............................................National Electrical Code (NEC) 

D. Underwriters Laboratories, Inc. (UL): 

44-02 ...............................................Thermoset-Insulated Wires and Cables 

83-03 ...............................................Thermoplastic-Insulated Wires and Cables 

467-01 .............................................Electrical Grounding and Bonding Equipment 
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486A-01 ...........................................Wire Connectors and Soldering Lugs for Use with Copper Conductors 

486C-02 ...........................................Splicing Wire Connectors 

486D-02 ...........................................Insulated Wire Connector Systems for Underground Use or in Damp or 

Wet Locations 

486E-00 ...........................................Equipment Wiring Terminals for Use with Aluminum and/or Copper 

Conductors 

493-01 .............................................Thermoplastic-Insulated Underground Feeder and Branch Circuit Cable 

514B-02 ...........................................Fittings for Cable and Conduit 

1479-03 ...........................................Fire Tests of Through-Penetration Fire Stops 

PART 2 - PRODUCTS  

2.1 CABLE AND WIRE (POWER AND LIGHTING) 

A. Cable and Wire shall be in accordance with Fed. Spec. A-A-59544, except as hereinafter specified. 

B. Single Conductor: 

1. Shall be annealed copper. 

2. Shall be stranded for sizes No. 8 AWG and larger, solid for sizes No. 10 AWG and smaller. 

3. Shall be minimum size No. 12 AWG, except where smaller sizes are allowed herein. 

C. Insulation: 

1. THW, XHHW, or dual rated THHN-THWN shall be in accordance with UL 44, and 83. 

2. Isolated power system wiring: Type XHHW with a dielectric constant of 3.5 or less. 

D. Color Code: 

1. Secondary service, feeder and branch circuit conductors shall be color coded as follows: 

 

 

 

 

 

208/120 volt Phase 480/277 volt 

Black A Brown 

Red B Orange 

Blue C Yellow 
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a. The lighting circuit “switch legs” and 3-way switch “traveling wires” shall have color coding 

unique and distinct (i.e. pink and purple) from the color coding indicated above. The unique color 

codes shall be solid and in accordance with the NEC. Field coordinate for a final color coding with 

the COTR. 

2. Use solid color compound or solid color coating for No. 12 AWG and No. 10 AWG branch circuit 

conductors and neutral sizes. 

3. Phase conductors No. 8 AWG and larger shall be color-coded using one of the following methods: 

a. Solid color compound or solid color coating. 

b. Stripes, bands, or hash marks of color specified above. 

c. Color as specified using 19 mm (3/4 inch) wide tape. Apply tape in half overlapping turns for a 

minimum of 75 mm (three inches) for terminal points, and in junction boxes, pull boxes and 

troughs. Apply the last two laps of tape with no tension to prevent possible unwinding. Where 

cable markings are covered by tape, apply tags to cable stating size and insulation type. 

4. For modifications and additions to existing wiring systems, color coding shall conform to the existing 

wiring system. 

5. Color code for isolated power system wiring shall be in accordance with the NEC. 

2.2 SPLICES AND JOINTS 

A. In accordance with UL 486A, C, D, E and NEC. 

B. Branch circuits (No. 10 AWG and smaller): 

1. Connectors: Solderless, screw-on, reusable pressure cable type, 600 volt, 105 degree C with integral 

insulation, approved for copper and aluminum conductors. 

2. The integral insulator shall have a skirt to completely cover the stripped wires. 

3. The number, size, and combination of conductors, as listed on the manufacturers packaging shall be 

strictly complied with. 

C. Feeder Circuits: 

1. Connectors shall be indent, hex screw, or bolt clamp-type of high conductivity and corrosion-resistant 

material. 

2. Insulate splices and joints with materials approved for the particular use, location, voltage, and 

temperature. Insulate with not less than that of the conductor level that is being joined. 

3. Plastic electrical insulating tape: ASTM D2304 shall apply, flame retardant, cold and weather resistant. 

2.3 CONTROL WIRING  

A. Unless otherwise specified in other sections of these specifications, control wiring shall be as specified for 

power and lighting wiring, except the minimum size shall be not less than No. 14 AWG. 

White Neutral Gray* 

* or white with colored (other than green) tracer 
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B. Control wiring shall be large enough so that the voltage drop under inrush conditions does not adversely 

affect operation of the controls. 

2.4 WIRE LUBRICATING COMPOUND 

A. Suitable for the wire insulation and conduit it is used with, and shall not harden or become adhesive. 

B. Shall not be used on wire for isolated type electrical power systems. 

2.5 FIREPROOFING TAPE 

A. The tape shall consist of a flexible, conformable fabric of organic composition coated one side with 

flame-retardant elastomer. 

B. The tape shall be self-extinguishing and shall not support combustion. It shall be arc-proof and fireproof. 

C. The tape shall not deteriorate when subjected to water, gases, salt water, sewage, or fungus and be resistant 

to sunlight and ultraviolet light. 

D. The finished application shall withstand a 200-ampere arc for not less than 30 seconds. 

E. Securing tape: Glass cloth electrical tape not less than 0.18 mm (7 mils) thick, and 19 mm (3/4 inch) wide. 

PART 3 - EXECUTION  

3.1 INSTALLATION, GENERAL  

A. Install in accordance with the NEC, and as specified. 

B. Install all wiring in raceway systems. 

C. Splice cables and wires only in outlet boxes, junction boxes and pull boxes. 

D. Wires of different systems (i.e. 120V, 277V) shall not be installed in the same conduit or junction box 

system. 

E. Install cable supports for all vertical feeders in accordance with the NEC. Provide split wedge type which 

firmly clamps each individual cable and tightens due to cable weight. 

F. For panelboards: neatly form, train and tie the cables in individual circuits. 

G. Wire Pulling: 

1. Provide installation equipment that will prevent the cutting or abrasion of insulation during pulling of 

cables. 

2. Use ropes made of nonmetallic material for pulling feeders. 

3. Attach pulling lines for feeders by means of either woven basket grips or pulling eyes attached directly 

to the conductors, as approved by the COTR. 

4. Pull in multiple cables together in a single conduit. 

H. No more than (3) single-phase branch circuits shall be installed in any one conduit. 

I. The wires shall be derated in accordance with NEC Article 310. Neutral wires, under conditions defined by 

the NEC, shall be considered current-carrying conductors. 
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3.2 SPLICE INSTALLATION 

A. Splices and terminations shall be mechanically and electrically secure.  

B. Where the Government determines that unsatisfactory splices or terminations have been installed, remove 

the devices and install approved devices at no additional cost to the Government. 

3.3 CONTROL AND SIGNAL WIRING INSTALLATION 

A. Unless otherwise specified in other sections, install wiring and connect to equipment/devices to perform the 

required functions as shown and specified.  

B. Except where otherwise required, install a separate power supply circuit for each system so that 

malfunctions in any system will not affect other systems. 

C. Where separate power supply circuits are not shown, connect the systems to the nearest panelboards of 

suitable voltages, which are intended to supply such systems and have suitable spare circuit breakers or 

space for installation. 

D. System voltages shall be 120 volts or lower where shown on the drawings or as required by the NEC. 

3.4 CONTROL AND SIGNAL SYSTEM IDENTIFICATION 

A. Install a permanent wire marker on each wire at each termination. 

B. Identifying numbers and letters on the wire markers shall correspond to those on the wiring diagrams used 

for installing the systems. 

C. Wire markers shall retain their markings after cleaning. 

3.5 FEEDER IDENTIFICATION 

A. In each interior pulbox and junction box, install metal tags on each circuit cables and wires to clearly 

designate their circuit identification and voltage. 

3.6 EXISITNG WIRING 

 Unless specifically indicated on the plans, existing wiring shall not be reused for the new installation. Only 

wiring that conforms to the specifications and applicable codes may be reused. If existing wiring does not 

meet these requirements, existing wiring may not be reused and new wires shall be installed. 

3.7 FIELD TESTING 

A. Feeders and branch circuits shall have their insulation tested after installation and before connection to 

utilization devices such as fixtures, motors, or appliances. 

B. Tests shall be performed by megger and conductors shall test free from short-circuits and grounds. 

C. Test conductor phase-to-phase and phase-to-ground. 

D. The Contractor shall furnish the instruments, materials, and labor for these tests. 

- - - E N D - - - 
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SECTION 26 05 26 

GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS 

 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section specifies general grounding and bonding requirements of electrical equipment operations and 

to provide a low impedance path for possible ground fault currents.  

B. “Grounding electrode system” refers to all electrodes required by NEC, as well as including made, 

supplementary, lightning protection system grounding electrodes. 

C. The terms “connect” and “bond” are used interchangeably in this specification and have the same meaning. 

1.2 RELATED WORK  

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS: General electrical 

requirements and items that are common to more than one section of Division 26.  

B. Section 26 05 21, LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES (600 

VOLTS AND BELOW): Low Voltage power and lighting wiring. 

1.3 SUBMITTALS 

A. Submit in accordance with Section 26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS.  

B. Test Reports: Provide certified test reports of ground resistance.  

C. Certifications: Two weeks prior to final inspection, submit four copies of the following to the COTR. 

1. Certification that the materials and installation is in accordance with the drawings and specifications. 

2. Certification, by the Contractor, that the complete installation has been properly installed and tested.  

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments, addenda, revisions, supplements, and errata) form a part 

of this specification to the extent referenced. Publications are referenced in the text by the basic designation 

only.  

B. American Society for Testing and Materials (ASTM): 

B1-2001 ...........................................Standard Specification for Hard-Drawn Copper Wire 

B8-2004 ...........................................Standard Specification for Concentric-Lay-Stranded Copper 

Conductors, Hard, Medium-Hard, or Soft 

C. Institute of Electrical and Electronics Engineers, Inc. (IEEE): 

81-1983 ...........................................IEEE Guide for Measuring Earth Resistivity, Ground Impedance, and 

Earth Surface Potentials of a Ground System 

D. National Fire Protection Association (NFPA):  

70-2008 ...........................................National Electrical Code (NEC)  

99-2005 ...........................................Health Care Facilities 
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E. Underwriters Laboratories, Inc. (UL):  

44-2005  ..........................................Thermoset-Insulated Wires and Cables 

83-2003  ..........................................Thermoplastic-Insulated Wires and Cables 

467-2004  ........................................Grounding and Bonding Equipment  

486A-486B-2003  ............................Wire Connectors  

PART 2 - PRODUCTS  

2.1 GROUNDING AND BONDING CONDUCTORS  

A. Equipment grounding conductors shall be UL 83 insulated stranded copper, except that sizes 6 mm²  (10 

AWG) and smaller shall be solid copper. Insulation color shall be continuous green for all equipment 

grounding conductors, except that wire sizes 25 mm² (4 AWG) and larger shall be permitted to be 

identified per NEC. 

B. Bonding conductors shall be ASTM B8 bare stranded copper, except that sizes 6 mm² (10 AWG) and 

smaller shall be ASTM B1 solid bare copper wire.  

C. Isolated Power System: Type XHHW-2 insulation with a dielectric constant of 3.5 or less.  

D. Electrical System Grounding: Conductor sizes shall not be less than what is shown on the drawings and not 

less than required by the NEC, whichever is greater.  

2.2 SPLICES AND TERMINATION COMPONENTS 

 Components shall meet or exceed UL 467 and be clearly marked with the manufacturer, catalog number, 

and permitted conductor size(s). 

2.3 GROUND CONNECTIONS 

A. Above Grade: 

1. Bonding Jumpers: compression type connectors, using zinc-plated fasteners and external tooth 

lockwashers. 

2. Ground Busbars: Two-hole compression type lugs using tin-plated copper or copper alloy bolts and 

nuts. 

3. Rack and Cabinet Ground Bars: one-hole compression-type lugs using zinc-plated or copper alloy 

fasteners. 

2.4 SPLICE CASE GROUND ACCESSORIES 

 Splice case grounding and bonding accessories shall be supplied by the splice case manufacturer when 

available. Otherwise, use 16 mm² (6 AWG) insulated ground wire with shield bonding connectors. 

PART 3 - EXECUTION  

3.1 GENERAL  

A. Ground in accordance with the NEC, as shown on drawings, and as hereinafter specified.  

B. Equipment Grounding: Metallic structures (including ductwork and building steel), enclosures, raceways, 

junction boxes, outlet boxes, cabinets, machine frames, and other conductive items in close proximity with 

electrical circuits shall be bonded and grounded.  
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C. Special Grounding:  For patient care area electrical power system grounding, conform to NFPA 99, and 

NEC.  

3.2 SECONDARY EQUIPMENT AND CIRCUITS  

A. Conduit Systems: 

1. Ground all metallic conduit systems. All metallic conduit systems shall contain an equipment 

grounding conductor.  

2. Conduit containing only a grounding conductor, and which is provided for mechanical protection of 

the conductor, shall be bonded to that conductor at the entrance and exit from the conduit.  

B. Feeders and Branch Circuits: Install equipment grounding conductors with all feeders and power and 

lighting branch circuits.  

C. Boxes, Cabinets, Enclosures, and Panelboards:  

1. Bond the equipment grounding conductor to each pullbox, junction box, outlet box, device box, 

cabinets, and other enclosures through which the conductor passes (except for special grounding 

systems for intensive care units and other critical units shown).  

2. Provide lugs in each box and enclosure for equipment grounding conductor termination.  

3. Provide ground bars in panelboards, bolted to the housing, with sufficient lugs to terminate the 

equipment grounding conductors.  

D. Panelboard Bonding: The equipment grounding terminal buses of the normal and essential branch circuit 

panelboards serving the same individual patient vicinity shall be bonded together with an insulated 

continuous copper conductor not less than 16 mm² (10 AWG). These conductors shall be installed in rigid 

metal conduit.  

3.3 CORROSION INHIBITORS 

 When making ground and ground bonding connections, apply a corrosion inhibitor to all contact surfaces.  

Use corrosion inhibitor appropriate for protecting a connection between the metals used. 

3.4 CONDUCTIVE PIPING  

A. Bond all conductive piping systems, interior and exterior, to the building to the grounding electrode system. 

Bonding connections shall be made as close as practical to the equipment ground bus.  

3.5 WIREWAY GROUNDING 

A. Ground and Bond Metallic Wireway Systems as follows: 

1. Bond the metallic structures of wireway to provide 100 percent electrical continuity throughout the 

wireway system by connecting a 16 mm² (6 AWG) bonding jumper at all intermediate metallic 

enclosures and across all section junctions. 

2. Install insulated 16 mm² (6 AWG) bonding jumpers between the wireway system bonded as required 

in paragraph 1 above, and the closest building ground at each end and approximately every 16 meters 

(50 feet). 

3. Use insulated 16 mm² (6 AWG) bonding jumpers to ground or bond metallic wireway at each end at 

all intermediate metallic enclosures and cross all section junctions. 
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3.6 GROUND RESISTANCE  

A. Grounding system resistance to ground shall not exceed 5 ohms. Make necessary modifications or additions 

to the grounding electrode system for compliance without additional cost to the Government. Final tests 

shall assure that this requirement is met. 

B. Resistance of the grounding electrode system shall be measured using a four-terminal fall-of-potential 

method as defined in IEEE 81. Ground resistance measurements shall be made before the electrical 

distribution system is energized and shall be made in normally dry conditions not less than 48 hours after 

the last rainfall. Resistance measurements of separate grounding electrode systems shall be made before the 

systems are bonded together below grade. The combined resistance of separate systems may be used to 

meet the required resistance, but the specified number of electrodes must still be provided. 

- - - E N D - - - 
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SECTION 26 05 33 

RACEWAY AND BOXES FOR ELECTRICAL SYSTEMS 

 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section specifies the furnishing, installation, and connection of conduit, fittings, and boxes to form 

complete, coordinated, grounded raceway systems. Raceways are required for all wiring unless shown or 

specified otherwise. 

B. Definitions: The term conduit, as used in this specification, shall mean any or all of the raceway types 

specified. 

1.2 RELATED WORK  

A. General electrical requirements and items that is common to more than one section of Division 26: Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

B. Requirements for personnel safety and to provide a low impedance path for possible ground fault currents: 

Section 26 05 26, GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS. 

1.3 SUBMITTALS 

A. In accordance with Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES, furnish 

the following: 

B. Shop Drawings: 

1. Size and location of main feeders;  

2. Size and location of panels and pull boxes 

3. The specific item proposed and its area of application shall be identified on the catalog cuts. 

C. Certification: Prior to final inspection, deliver to the COTR four copies of the certification that the material 

is in accordance with the drawings and specifications and has been properly installed. 

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments, addenda, revisions, supplements and errata) form a part 

of this specification to the extent referenced. Publications are referenced in the text by the basic designation 

only. 

B. National Fire Protection Association (NFPA): 

70-08 ...............................................National Electrical Code (NEC) 

C. Underwriters Laboratories, Inc. (UL): 

1-03 .................................................Flexible Metal Conduit  

5-01 .................................................Surface Metal Raceway and Fittings 

6-03 .................................................Rigid Metal Conduit 

50-03 ...............................................Enclosures for Electrical Equipment 
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360-03 .............................................Liquid-Tight Flexible Steel Conduit 

467-01 .............................................Grounding and Bonding Equipment 

514A-01 ...........................................Metallic Outlet Boxes 

514B-02 ...........................................Fittings for Cable and Conduit 

514C-05 ...........................................Nonmetallic Outlet Boxes, Flush-Device Boxes and Covers  

797-03 .............................................Electrical Metallic Tubing 

1242-00 ...........................................Intermediate Metal Conduit 

D. National Electrical Manufacturers Association (NEMA): 

FB1-03.............................................Fittings, Cast Metal Boxes and Conduit Bodies for Conduit, Electrical 

Metallic Tubing and Cable 

PART 2 - PRODUCTS 

2.1 MATERIAL 

A. Conduit Size: In accordance with the NEC, but not less than 13 mm (1/2 inch) unless otherwise shown. 

Where permitted by the NEC, 13 mm (1/2 inch) flexible conduit may be used for tap connections to 

lighting fixtures. 

B. Conduit:  

1. Rigid galvanized steel: Shall Conform to UL 6, ANSI C80.1. 

2. Rigid intermediate steel conduit (IMC): Shall Conform to UL 1242, ANSI C80.6. 

3. Electrical metallic tubing (EMT): Shall Conform to UL 797, ANSI C80.3. Maximum size not to 

exceed 105 mm (4 inch) and shall be permitted only with cable rated 600 volts or less. 

4. Liquid-tight flexible metal conduit: Shall Conform to UL 360. 

5. Surface metal raceway: Shall Conform to UL 5. 

C. Conduit Fittings:  

1. Rigid steel and IMC conduit fittings:  

a. Fittings shall meet the requirements of UL 514B and ANSI/ NEMA FB1. 

b. Standard threaded couplings, locknuts, bushings, and elbows: Only steel or malleable iron 

materials are acceptable. Integral retractable type IMC couplings are also acceptable. 

c. Locknuts: Bonding type with sharp edges for digging into the metal wall of an enclosure. 

d. Bushings: Metallic insulating type, consisting of an insulating insert molded or locked into the 

metallic body of the fitting. Bushings made entirely of metal or nonmetallic material are not 

permitted. 

e. Erickson (union-type) and set screw type couplings: Approved for use in concrete are permitted 

for use to complete a conduit run where conduit is installed in concrete. Use set screws of case 

hardened steel with hex head and cup point to firmly seat in conduit wall for positive ground. 

Tightening of set screws with pliers is prohibited. 
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f. Sealing fittings: Threaded cast iron type. Use continuous drain type sealing fittings to prevent 

passage of water vapor. In concealed work, install fittings in flush steel boxes with blank cover 

plates having the same finishes as that of other electrical plates in the room. 

2. Electrical metallic tubing fittings:  

a. Fittings shall meet the requirements of UL 514B and ANSI/ NEMA FB1. 

b. Only steel or malleable iron materials are acceptable. 

c. Couplings and connectors: Concrete tight and rain tight, with connectors having insulated throats. 

Use gland and ring compression type couplings and connectors for conduit sizes 50 mm (2 inches) 

and smaller. Use set screw type couplings with four set screws each for conduit sizes over 50 mm 

(2 inches). Use set screws of case-hardened steel with hex head and cup point to firmly seat in 

wall of conduit for positive grounding. 

d. Indent type connectors or couplings are prohibited. 

e. Die-cast or pressure-cast zinc-alloy fittings or fittings made of "pot metal" are prohibited. 

3. Flexible steel conduit fittings: 

a. Conform to UL 514B. Only steel or malleable iron materials are acceptable. 

b. Clamp type, with insulated throat. 

4. Liquid-tight flexible metal conduit fittings: 

a. Fittings shall meet the requirements of UL 514B and ANSI/ NEMA FB1. 

b. Only steel or malleable iron materials are acceptable. 

c. Fittings must incorporate a threaded grounding cone, a steel or plastic compression ring, and a 

gland for tightening. Connectors shall have insulated throats. 

5. Surface metal raceway fittings: As recommended by the raceway manufacturer. 

6. Expansion and deflection couplings: 

a. Conform to UL 467 and UL 514B. 

b. Accommodate, 19 mm (0.75 inch) deflection, expansion, or contraction in any direction, and allow 

30 degree angular deflections. 

c. Include internal flexible metal braid sized to guarantee conduit ground continuity and fault 

currents in accordance with UL 467, and the NEC code tables for ground conductors. 

d. Jacket: Flexible, corrosion-resistant, watertight, moisture and heat resistant molded rubber 

material with stainless steel jacket clamps. 

7.  Direct Burial plastic conduit fittings. 

 a. Fittings shall meet the requirements of UL 514B and ANSI/NEMA FB1. 

 b. As recommended by the conduit manufacturer.  

D. Conduit Supports: 

1. Parts and hardware: Zinc-coat or provide equivalent corrosion protection. 
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2. Individual Conduit Hangers: Designed for the purpose, having a pre-assembled closure bolt and nut, 

and provisions for receiving a hanger rod. 

3. Multiple conduit (trapeze) hangers: Not less than 38 mm by 38 mm (1-1/2 by 1-1/2 inch), 12 gage 

steel, cold formed, lipped channels; with not less than 9 mm (3/8 inch) diameter steel hanger rods. 

4. Solid Masonry and Concrete Anchors: Self-drilling expansion shields, or machine bolt expansion. 

E. Outlet, Junction, and Pull Boxes: 

1. UL-50 and UL-514A. 

2. Cast metal where required by the NEC or shown, and equipped with rustproof boxes. 

3. Sheet metal boxes: Galvanized steel, except where otherwise shown. 

4. Flush mounted wall or ceiling boxes shall be installed with raised covers so that front face of raised 

cover is flush with the wall. Surface mounted wall or ceiling boxes shall be installed with surface style 

flat or raised covers. 

 

PART 3 - EXECUTION 

3.1 PENETRATIONS 

A. Cutting or Holes: 

1. Locate holes in advance where they are proposed in the structural sections such as ribs or beams. 

Obtain the approval of the COTR prior to drilling through structural sections. 

2. Cut holes through concrete and masonry in new and existing structures with a diamond core drill or 

concrete saw. Pneumatic hammer, impact electric, hand or manual hammer type drills are not allowed, 

except where permitted by the COTR as required by limited working space. 

B. Fire Stop: Where conduits, wireways, and other electrical raceways pass through fire partitions, fire walls, 

smoke partitions, or floors, install a fire stop that provides an effective barrier against the spread of fire, 

smoke and gases as specified in Section 07 84 00, FIRESTOPPING, with rock wool fiber or silicone foam 

sealant only. Completely fill and seal clearances between raceways and openings with the fire stop 

material. 

C. Waterproofing: At floor, exterior wall, and roof conduit penetrations, completely seal clearances around the 

conduit and make watertight as specified in Section 07 92 00, JOINT SEALANTS. 

3.2 INSTALLATION, GENERAL 

A. In accordance with UL, NEC, as shown, and as hereinafter specified. 

B. Essential (Emergency) raceway systems shall be entirely independent of other raceway systems, except 

where specifically "accepted" by NEC Article 517. 

C. Install conduit as follows: 

1. In complete runs before pulling in cables or wires. 

2. Flattened, dented, or deformed conduit is not permitted. Remove and replace the damaged conduits 

with new undamaged material. 

3. Assure conduit installation does not encroach into the ceiling height head room, walkways, or 

doorways. 
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4. Cut square with a hacksaw, ream, remove burrs, and draw up tight. 

5. Mechanically and electrically continuous. 

6. Independently support conduit at 8’0” on center. Do not use other supports i.e., (suspended ceilings, 

suspended ceiling supporting members, lighting fixtures, conduits, mechanical piping, or mechanical 

ducts). 

7. Support within 300 mm (1 foot) of changes of direction, and within 300 mm (1 foot) of each enclosure 

to which connected. 

8. Close ends of empty conduit with plugs or caps at the rough-in stage to prevent entry of debris, until 

wires are pulled in. 

 9. Secure conduits to cabinets, junction boxes, pull boxes and outlet boxes with bonding type locknuts. 

For rigid and IMC conduit installations, provide a locknut on the inside of the enclosure, made up 

wrench tight. Do not make conduit connections to junction box covers. 

10. Unless otherwise indicated on the drawings or specified herein, all conduits shall be installed 

concealed within finished walls, floors and ceilings.  

D. Conduit Bends: 

1. Make bends with standard conduit bending machines. 

2. Conduit hickey may be used for slight offsets, and for straightening stubbed out conduits. 

3. Bending of conduits with a pipe tee or vise is prohibited. 

E. Layout and Homeruns: 

1. Install conduit with wiring, including homeruns, as shown. 

2. Deviations: Make only where necessary to avoid interferences and only after drawings showing the 

proposed deviations have been submitted approved by the COTR. 

3.3 CONCEALED WORK INSTALLATION  

A. Furred or Suspended Ceilings and in Walls: 

1. Conduit for conductors 600 volts and below: 

a. Rigid steel, IMC, EMT, or flexible metal conduit. Different type conduits mixed indiscriminately 

in the same system is prohibited. 

2. Align and run conduit parallel or perpendicular to the building lines. 

3. Connect recessed lighting fixtures to conduit runs with maximum 1800 mm (six feet) of flexible metal 

conduit extending from a junction box to the fixture. 

4. Tightening set screws with pliers is prohibited. 

3.4 EXPOSED WORK INSTALLATION 

A. Unless otherwise indicated on the drawings, exposed conduit is only permitted in mechanical and electrical 

rooms. 

B. Conduit for Conductors 600 volts and below: 
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1. Rigid steel, IMC or EMT. Different type of conduits mixed indiscriminately in the system is 

prohibited. 

C. Align and run conduit parallel or perpendicular to the building lines. 

D. Install horizontal runs close to the ceiling or beams and secure with conduit straps. 

E. Support horizontal or vertical runs at not over 2400 mm (eight foot) intervals. 

F. Surface metal raceways: Use only where shown. 

G. Painting: paint exposed conduit as specified in Section 09 91 00. 

3.5 WET OR DAMP LOCATIONS 

A. Unless otherwise shown, use conduits of rigid steel or IMC. 

B. Provide sealing fittings, to prevent passage of water vapor, where conduits pass from warm to cold 

locations, i.e., (refrigerated spaces, constant temperature rooms, air conditioned spaces building exterior 

walls, roofs) or similar spaces. 

C. Unless otherwise shown, use rigid steel or IMC conduit within 1500 mm (5 feet) of the exterior and below 

concrete building slabs in contact with soil, gravel, or vapor barriers. Conduit shall include an outer factory 

coating of .5 mm (20 mil) bonded PVC or field coat with asphaltum before installation. After installation, 

completely coat damaged areas of coating. 

3.6 MOTORS AND VIBRATING EQUIPMENT 

A. Use flexible metal conduit for connections to motors and other electrical equipment subject to movement, 

vibration, misalignment, cramped quarters, or noise transmission.  

3.7 EXPANSION JOINTS 

A. Conduits 75 mm (3 inches) and larger, that are secured to the building structure on opposite sides of a 

building expansion joint, require expansion and deflection couplings. Install the couplings in accordance 

with the manufacturer's recommendations. 

B. Provide conduits smaller than 75 mm (3 inches) with junction boxes on both sides of the expansion joint. 

Connect conduits to junction boxes with sufficient slack of flexible conduit to produce 125 mm (5 inch) 

vertical drop midway between the ends. Flexible conduit shall have a copper green ground bonding jumper 

installed. In lieu of this flexible conduit, expansion and deflection couplings as specified above for 375 mm 

(15 inches) and larger conduits are acceptable. 

3.8 CONDUIT SUPPORTS, INSTALLATION  

A. Safe working load shall not exceed 1/4 of proof test load of fastening devices. 

B. Use pipe straps or individual conduit hangers for supporting individual conduits. Maximum distance 

between supports is 2.5 m (8 foot) on center. 

C. Support multiple conduit runs with trapeze hangers. Use trapeze hangers that are designed to support a load 

equal to or greater than the sum of the weights of the conduits, wires, hanger itself, and 90 kg (200 pounds). 

Attach each conduit with U-bolts or other approved fasteners. 

D. Support conduit independently of junction boxes, pull boxes, fixtures, suspended ceiling T-bars, angle 

supports, and similar items. 

E. Fasteners and Supports in Solid Masonry and Concrete: 
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1. New Construction: Use steel or malleable iron concrete inserts set in place prior to placing the 

concrete. 

2. Existing Construction: 

a. Steel expansion anchors not less than 6 mm (1/4 inch) bolt size and not less than 28 mm (1-1/8 

inch) embedment. 

b. Power set fasteners not less than 6 mm (1/4 inch) diameter with depth of penetration not less than 

75 mm (3 inches). 

c. Use vibration and shock resistant anchors and fasteners for attaching to concrete ceilings. 

F. Hollow Masonry: Toggle bolts are permitted.  

G. Bolts supported only by plaster or gypsum wallboard are not acceptable. 

H. Metal Structures: Use machine screw fasteners or other devices specifically designed and approved for the 

application. 

I. Attachment by wood plugs, rawl plug, plastic, lead or soft metal anchors, or wood blocking and bolts 

supported only by plaster is prohibited. 

J. Chain, wire, or perforated strap shall not be used to support or fasten conduit. 

K. Spring steel type supports or fasteners are prohibited for all uses except: Horizontal and vertical 

supports/fasteners within walls. 

L. Vertical Supports: Vertical conduit runs shall have riser clamps and supports in accordance with the NEC 

and as shown. Provide supports for cable and wire with fittings that include internal wedges and retaining 

collars. 

3.9 BOX INSTALLATION  

A. Boxes for Concealed Conduits: 

1. Flush mounted. Provide raised covers for boxes to suit the wall or ceiling, construction and finish. 

B. In addition to boxes shown, install additional boxes where needed to prevent damage to cables and wires 

during pulling in operations.  

C. Remove only knockouts as required and plug unused openings. Use threaded plugs for cast metal boxes and 

snap-in metal covers for sheet metal boxes. 

D. Outlet boxes in the same wall mounted back-to-back are prohibited. A minimum 600 mm (24 inch), center-

to-center lateral spacing shall be maintained between boxes.)  

E. Minimum size of outlet boxes for ground fault interrupter (GFI) receptacles is 100 mm (4 inches) square by 

55 mm (2-1/8 inches) deep, with device covers for the wall material and thickness involved. 

F. On all Branch Circuit junction box covers, identify the circuits with black marker. 

 

- - - E N D - - - 
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SECTION 26 29 21 

DISCONNECT SWITCHES 

 

PART 1 - GENERAL 

1.1 DESCRIPTION 

 This section specifies the furnishing, installation and connection of low voltage disconnect switches.  

1.2 RELATED WORK  

A. General electrical requirements and items that is common to more than one section of Division 26: Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS.  

B. Conduits for cables and wiring: Section 26 05 33, RACEWAY AND BOXES FOR ELECTRICAL 

SYSTEMS. 

C. Cables and wiring: Section 26 05 21, LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND 

CABLES (600 VOLTS AND BELOW). 

1.3 SUBMITTALS 

A. Submit in accordance with Section 26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

B. Shop Drawings: 

1. Include sufficient information, clearly presented to determine compliance with drawings and 

specifications.  

2. Include electrical ratings, dimensions, mounting details, materials, enclosure types, fuse type and class.  

3. Show the specific switch and fuse proposed for each specific piece of equipment or circuit.  

C. Manuals:  

1. Provide complete maintenance and operating manuals for disconnect switches, including technical data 

sheets, wiring diagrams, and information for ordering replacement parts.  Deliver four copies to the 

COTR two weeks prior to final inspection.  

2. Identify terminals on wiring diagrams to facilitate maintenance and operation. 

3. Wiring diagrams shall indicate internal wiring and any interlocking. 

D. Certification: Two weeks prior to final inspection, deliver to the COTR four copies of the certification that 

the equipment has been properly installed, adjusted, and tested.  

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments, addenda, revisions, supplements and errata) form a part 

of this specification to the extent referenced. Publications are referenced in the text by the basic designation 

only. 

B. National Electrical Manufacturers Association (NEMA):  

KS l-01 ............................................Enclosed and Miscellaneous Distribution Equipment Switches (600 

Volts Maximum)  

C. National Fire Protection Association (NFPA):  
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70-08 ...............................................National Electrical Code (NEC)  

D. Underwriters Laboratories, Inc. (UL):  

98-98 ...............................................Enclosed and Dead-Front Switches  

198C-89 ...........................................High-Interrupting-Capacity Fuses, Current Limiting Types  

198E-94 ...........................................Class R Fuses  

977-99 .............................................Fused Power-Circuit Devices  

PART 2 - PRODUCTS  

2.1 LOW VOLTAGE FUSIBLE SWITCHES RATED 600 AMPERES AND LESS  

A. Shall be quick-make, quick-break type in accordance with UL 98, NEMA KS 1 and NEC. 

B. Shall have a minimum duty rating, NEMA classification General Duty (GD) for 240 volts and NEMA 

classification Heavy Duty (HD) for 277/480 volts. 

C. Shall be horsepower rated.  

D. Shall have the following features:  

1. Switch mechanism shall be the quick-make, quick-break type. 

2. Copper blades, visible in the OFF position. 

3. An arc chute for each pole.  

4. External operating handle shall indicate ON and OFF position and shall have lock-open padlocking 

provisions.  

5. Mechanical interlock shall permit opening of the door only when the switch is in the OFF position, 

defeatable by a special tool to permit inspection. 

6. Fuse holders for the sizes and types of fuses specified. 

7. Solid neutral for each switch being installed in a circuit which includes a neutral conductor.  

8. Ground Lugs: One for each ground conductor.  

 9. Enclosures: 

a. Shall be the NEMA types shown on the drawings for the switches. 

b. Where the types of switch enclosures are not shown, they shall be the NEMA types which are 

most suitable for the environmental conditions where the switches are being installed. Unless 

otherwise indicated on the plans, all outdoor switches shall be NEMA 3R.  

c. Shall be finished with manufacturer’s standard gray baked enamel paint over pretreated steel (for 

the type of enclosure required). 

2.2 LOW VOLTAGE UNFUSED SWITCHES RATED 600 AMPERES AND LESS 

 Shall be the same as Low Voltage Fusible Switches Rated 600 Amperes and Less, but no fuses. 

2.3 IDENTIFICATION SIGNS 

A. Install nameplate identification signs on each disconnect switch to identify the equipment controlled. 
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B. Nameplates shall be laminated black phenolic resin with a white core, with engraved lettering, a minimum 

of 6 mm (1/4-inch) high. Secure nameplates with screws. 

PART 3 - EXECUTION 

3.1 INSTALLATION   

A. Install disconnect switches in accordance with the NEC and as shown on the drawings. 

B. Fusible disconnect switches shall be furnished complete with fuses. 

3.2 SPARE PARTS  

 Two weeks prior to the final inspection, furnish one complete set of spare fuses for each fusible disconnect 

switch installed on the project. Deliver the spare fuses to the COTR.  

- - - E N D - - - 
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26 32 53 - CENTRAL UNINTERRUPTIBLE POWER SUPPLY 

PART 1 - GENERAL  

1.1 DESCRIPTION 

 This section specifies the furnishing, installation, and connection of the central uninterruptible power 

supply (UPS).  The UPS system shall consist of UPS module, battery system, static bypass transfer switch, 

controls and monitoring.   

1.2 FACTORY TESTS 

A. Uninterruptible power supplies shall be thoroughly tested at the factory to assure that there are no electrical 

or mechanical defects.   

B. The UPS system shall be factory full-load tested to meet the requirements specified using a test battery (not 

the battery to be supplied with the system) with ac input power and with battery power for a minimum of 8 

hours, with meter readings taken every 30 minutes.   Should a malfunction occur, the problem shall be 

corrected and the test shall be repeated.  The tests shall encompass all aspects of operation, such as module 

failure, static bypass operation, battery failure, input power failure and overload ratings.  

C. Furnish four (4) copies of certified manufacturer's factory test reports to the Resident Engineer prior to 

shipment of the UPS equipment to ensure that the UPS equipment has been successfully tested as specified. 

D. Provide IEEE Std 450 battery installation certification. 

1.3 SUBMITTALS 

A. Shop Drawings:   

1. Include electrical ratings, dimensions, mounting details, materials, required clearances, terminations, 

weight, wiring and connection diagrams, plan, front, side, and rear elevations, accessories, and device 

nameplate data. 

B. Manuals:  

1. Submit, simultaneously with the shop drawings, companion copies of complete maintenance and 

operating manuals including technical data sheets, wiring diagrams, and information for ordering 

replacement parts. 

a. Wiring diagrams shall have their terminals identified to facilitate installation, maintenance, and 

operation.  

b. Wiring diagrams shall indicate internal wiring for each item of equipment and the interconnection 

between the items of equipment.  
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c. Provide a clear and concise description of operation, which gives, in detail, the information 

required to properly operate the equipment.  

d. Approvals will be based on complete submissions of manuals together with shop drawings.  

2. Two weeks prior to final inspection, deliver four copies of the final updated maintenance and operating 

manuals to the Resident Engineer.  

a. The manuals shall be updated to include any information necessitated by shop drawing approval.  

b. Complete "As Installed" wiring and schematic diagrams shall be included which show all items of 

equipment and their interconnecting wiring.  

c. Show all terminal identification.  

d. Include information for testing, repair, trouble shooting, assembly, disassembly, and 

recommended maintenance intervals.  

e. Provide a replacement parts list with current prices. Include a list of recommended spare parts, 

tools, and instruments for testing and maintenance purposes.  

f. Furnish manuals in loose-leaf binder or manufacturer's standard binder. 

C. Certifications:  

1. Two weeks prior to final inspection, submit four copies of the following to the Resident Engineer:  

a. Certification by the Contractor that the assemblies have been properly installed, adjusted and 

tested. 

b. Certified copies of all of the factory design and production tests, field test data sheets and reports 

for the assemblies.  

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments, addenda, revisions, supplements, and errata), form a part 

of this specification to the extent referenced. Publications are referenced in the text by basic designation 

only. 

B. Institute of Engineering and Electronic Engineers (IEEE):  

C57.110.....(1998; R 2004) Recommended Practice for Establishing Transformer Capability When 

Supplying Nonsinusoidal Load Currents 

C62.41.1....(2002) IEEE Guide on the Surges Environment in Low-Voltage (1000 V and Less) AC Power 

Circuits 
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C62.41.2....(2002) IEEE Recommended Practice on Characterization of Surges in Low-Voltage (1000 V 

and Less) AC Power Circuits 

Std 450.....(2002; Errata 2004) Recommended Practice for Maintenance, Testing, and Replacement of 

Vented Lead-Acid Batteries for Stationary Applications 

Std 485.....(1997; R 2003) Recommended Practice for Sizing Lead-Acid Batteries for Stationary 

Applications 

C. National Electrical Manufacturers Association (NEMA):  

PE 1.......(2003; R 2003) Uninterruptible Power Systems -- Specification and Performance Verification 

D. National Fire Protection Association (NFPA):  

70-02 ...............................................National Electrical Code (NEC). 

1.1 1.7 DELIVERY, STORAGE, AND HANDLING 

 Store UPS indoors in clean dry space with uniform temperature to prevent condensation.  Protect UPS from 

exposure to dirt, fumes, water, corrosive substances, and physical damage. 

PART 2 - PRODUCTS  

2.1 RATINGS 

A. System Capacity:  Unless stated otherwise, the parameters listed are under full output load at 0.99 power 

factor, with batteries fully charged and floating on the dc bus and with nominal input voltage.  Overall 

30kVA, at 40 degrees C. 

B. Battery Capacity:  Discharge time to end voltage: 15 minutes, at 25 degrees C 77 degrees F.  Battery shall 

be capable of delivering 125 percent of full rated UPS load at initial start-up. 

C. AC Input 

1. Voltage 208 volts  

2. Number of phases: 3-phase, 4-wire, plus ground. 

3. Voltage Range: Plus 10 percent, minus 15 percent, without affecting battery float voltage or output 

voltage. 

4. Frequency: 60 Hz, plus or minus 5 percent. 

5. Power walk-in: 20 percent to 100 percent over 15 to 24 seconds. 

D. AC Output 

1. Voltage 208 volts. 
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2. Number of phases: 3-phase, 4-wire, plus ground. 

3. Voltage regulation: 

a. Balanced load: Plus or minus 1.0 percent. 

b. 50 percent load imbalance, phase-to-phase: Plus or minus 2 percent. 

c. No-load voltage modulation: Plus or minus 1 percent. 

d. Voltage drift: Plus or minus 1 percent over any 30 day 

interval (or length of test) at stated ambient conditions. 

4. Voltage adjustment: Plus or minus 5 percent manually. 

5. Frequency:  60 Hz. 

6. Frequency regulation: Plus or minus 0.1 percent. 

7. Frequency drift: Plus or minus 0.1 percent over any 24 hour interval (or length of test) at stated 

ambient conditions when on internal oscillator. 

8. Harmonic content (RMS voltage): 3 percent single harmonic, maximum; 5 percent total maximum 

with linear load. Voltage THD shall be less than 7 percent with up to 50 percent nonlinear load and a 

crest factor of less than 3 to 1. 

9. Load power factor operating range: 1.0 to 0.8 lagging. 

10. Phase displacement: 

a. Balanced load: Plus or minus 1 degree of bypass input. 

b. 50 percent load imbalance phase-to-phase: Plus or minus 3 degrees of bypass input. 

11. Wave-form deviation factor: 5 percent at no load. 

12. Overload capability (at full voltage) (excluding battery): 

a. 125 percent load for 10 minutes. 

b. 150 percent load for 30 seconds. 

c. 300 percent load for one cycle after which it shall be current limited to 150 percent until fault is 

cleared or UPS goes to bypass. 
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E. Transient Response 

1. Voltage Transients 

a. 50 percent load step/0 percent to 50 percent load: Plus or minus 8 percent. 

b. 50 percent load step/50 percent to 100 percent load: Plus or minus 8 percent. 

c. Loss or return of ac input: Plus or minus 1 percent. 

d. Loss or return of redundant module: 

1) Manually: Plus or minus 8 percent. 

2) Automatically: Plus or minus 8 percent. 

e. Automatic transfer of load from UPS to bypass: Plus or minus 4 percent. 

f. Manual retransfer of load from bypass to UPS: Plus or minus 4 percent. 

g. Response time: Recovery to 99 percent steady-state condition within 50 milliseconds after any of 

the above transients. 

2. Frequency 

a. Transients: Plus or minus 0.5 Hz maximum. 

b. Slew Rate: 1.0 Hz maximum per second. 

2.2 UPS 

A. General Description:  UPS module shall consist of a rectifier/charger unit and a 3-phase inverter MODULE 

unit with their associated transformers, synchronizing equipment, protective devices and accessories as 

required for operation. 

B. Rectifier/Charger Unit:  Rectifier/charger unit shall be solid state and shall provide direct current to the dc 

bus. 

1. Input Protective Device:  Rectifier/charger unit shall be provided with an input protective device.  The 

protective device shall be sized to accept simultaneously the full-rated load and the battery recharge 

current. A surge suppression device shall be installed at the UPS input to protect against lightning and 

switching surges. 

2. Power Transformer:  A dry-type, isolated-winding power transformer shall be used for the rectifier 

unit. The transformer's hottest spot winding temperature shall not exceed the temperature limit of the 

transformer insulation material when operating at full load.  The transformer insulation shall be Class 

H, 150 degrees C rise.  Transformer connections shall be accessible from the front. 
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3. Power Walk-In:  Rectifier/charger unit shall be protected by a power walk-in feature such that when ac 

power is returned to the ac input bus, the total initial power requirement will not exceed 20 percent of 

the rated full load current.  This demand shall increase gradually to 100 percent of the rated full load 

current plus the battery charging current over the specified time interval. 

4. Sizing:  Rectifier/charger unit shall be sized for the following two simultaneous operating conditions: 

a. Supplying the full rated load current to the inverter. 

b. Recharging a fully-discharged battery to 95 percent of rated ampere-hour capacity within ten times 

the discharge time after normal ac power is restored, with the input protective device closed. 

5. Battery Charging Current 

 

a. Primary current limiting: Battery-charging current shall be voltage regulated and current limited. 

The battery-charging current limit shall be separately adjustable from 2 percent to 25 percent of 

the maximum discharge current. After the battery is recharged, the rectifier/charger unit shall 

maintain the battery at full float charge until the next operation under input power failure. Battery 

charger shall be capable of providing equalizing charge to the battery.  

6. Output Filter:  Rectifier/charger unit shall have an output filter to minimize ripple current supplied to 

the battery; the ripple current into the battery shall not exceed 3 percent RMS. 

7. DC Voltage Adjustment:  Rectifier/charger unit shall have manual means for adjusting dc voltage for 

battery equalization, to provide voltage within plus 10 percent of nominal float voltage. 

8. Battery Isolation Protective Device:  Module shall have a dc protective device to isolate the module 

from the battery system. The protective device size and interrupting rating shall be as required by 

system capacity and shall incorporate a shunt trip as required by circuit design. The protective device 

shall have provision for locking in the "off" position. 

C. Inverter Unit:  Inverter unit shall be a solid-state device capable of accepting power from the dc bus and 

providing ac power within specified limits. 

1. Output Overload:  The inverter shall be able to sustain an overload as specified across its output 

terminals. The inverter shall not shut off, but shall continue to operate within rated parameters, with 

inverse-time overload shutdown protection. 

2. Synchronism:  The inverter shall normally operate in phase-lock and synchronism with the bypass 

source. Should the bypass source frequency deviate beyond 60 Hz by more than 0.5 Hz, the internal 

frequency oscillators contained in the power module shall be used to derive the new frequency 
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reference. Upon restoration of the bypass source within the required tolerance, the inverter shall 

resynchronize with that source at a slew rate not exceeding the specified rate. The oscillator shall be 

temperature compensated and shall be manually adjustable. The design of the oscillator and 

synchronizing circuits shall be such that failure of any associated component, connector pin, terminal 

lead wire or dc power source in either the open or shorted mode shall affect only one inverter leg. Such 

failure shall not cause transient disturbance of the critical load in excess of the stated limits. 

3. Phase Balance:  Electronic controls shall be incorporated to provide individual phase voltage 

compensation to obtain phase balance. 

4. Modular Construction Each control logic printed circuit board shall be electrically and physically 

packaged on an individual plug-in module with separate indication and adjustments. 

5. Output Protective Device:  The output protective device shall be capable of shunt tripping and shall 

have interrupting capacity as specified. Protective device shall have provision for locking in the "off" 

position. 

D. External Protection:  UPS module shall have built-in self-protection against undervoltage, overvoltage, 

overcurrent and surges introduced on the ac input source and/or the bypass source. The UPS system shall 

sustain input surges without damage in accordance with IEEE C62.41.1 and IEEE C62.41.2. The UPS shall 

also have built-in self-protection against overvoltage and voltage surges introduced at the output terminals 

by paralleled sources, load switching, or circuit breaker operation in the critical load distribution system. 

E. Internal Protection:  UPS module shall be self-protected against overcurrent, sudden changes in output load 

and short circuits at the output terminals. UPS module shall be provided with output reverse power 

detection which shall cause that module to be disconnected from the critical load bus when output reverse 

power is present. UPS module shall have built-in protection against permanent damage to itself and the 

connected load for predictable types of failure within itself and the connected load. At the end of battery 

discharge limit, the module shall shut down without damage to internal components. 

2.3 MAINTENANCE BYPASS SWITCH 

A. A. General:  A maintenance bypass switch shall be provided as an integral part of the UPS and 

located within the UPS module.  The maintenance bypass switch shall provide the capability to 

continuously support the critical load from the bypass ac power source while the UPS is isolated for 

maintenance.  The maintenance bypass switch shall be housed in an isolated compartment inside the UPS 

cabinet.  Switch shall contain a maintenance bypass protective device and a module isolation protective 

device. 

B. B. Load Transfer:  The maintenance bypass switch shall provide the capability of transferring the 

critical load from the UPS static bypass transfer switch to maintenance bypass and then back to the UPS 

static bypass transfer switch with no interruption to the critical load. 
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C. C. Load Bank Protective Device: 

 

A load bank protective device shall be provided to allow the UPS system to be tested  using a portable load 

bank.  The load bank protective device shall be connected on the line side of the maintenance bypass switch 

isolation protective device. 

2.4 MODULE CONTROL PANEL 

D. A. The UPS module shall be provided with a control/indicator panel.  The panel shall be on the front 

of the UPS module. Controls, meters, alarms and indicators for operation of the UPS module shall be on 

this panel. 

1. Module Meters:  Meters shall have 1 percent accuracy and shall be digital type (minimum 4 significant 

digits). 

a. Monitored Functions:  The following functions shall be monitored and displayed: 

1) Input voltage, phase-to-phase (all three phases). 

2) Input current, all three phases. 

3) Input frequency. 

4) Battery voltage. 

5) Battery current (charge/discharge). 

6) Output voltage, phase-to-phase and phase-to-neutral  (all three phases). 

7) Output current, all three phases. 

8) Output frequency. 

9) Output kilowatts. 

10) Elapsed time meter to indicate hours of operation, 6 digits. 

11) Bypass voltage, phase-to-phase and phase-to-neutral (all three phases). 

12) Output kilovars. 

13) Output kilowatt hours, with 15-minute demand attachment. 

2.5 SELF-DIAGNOSTIC CIRCUITS  

E.  The control logic shall include status indicators for trouble-shooting the control circuits. These 

indicators shall be mounted on the circuit card edge or face such that they will be visible without 

repositioning the card, and shall be labeled with the function name. 

2.6 REMOTE MONITORING PANEL  

F. A. A remote monitoring panel shall be provided to monitor system status. The panel shall be 

designed for wall mounting near the critical load. 

G. B. Indicators:  Minimum display shall include the following indicators: 

1. Load on UPS. 

2. Load on battery. 
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3. Load on bypass. 

4. Low battery. 

5. Summary alarm. 

6. New alarm (to alert the operator that a second summary alarm condition has occurred). 

C. Audible Alarm 

H.  Any single indicator shall also turn on the audible alarm. An audible alarm test/reset button and 

lamp test/reset button shall be included. This reset button shall not affect nor reset the alarm on the module 

or on the system cabinet. 

2.7 BATTERY SYSTEM 

 

I. A. General:  A storage battery with sufficient ampere-hour rating to maintain UPS output at full 

capacity for the specified duration shall be provided for UPS module.  The cells shall be provided with 

flame arrestor vents, intercell connectors and cables, cell-lifting straps, cell-numbering sets, and terminal 

grease.  Intercell connectors shall be sized to maintain terminal voltage within voltage window limits when 

supplying full load under power failure conditions. Cell and connector hardware shall be stainless steel of a 

type capable of resisting corrosion from the electrolyte used. 

 

J. B. Battery Cabinet:  The battery pack assembly shall be furnished in a battery cabinet matching the 

UPS cabinet. The battery cabinet shall be designed to allow for checking the torque on the connections in 

the battery system. The battery cabinet shall be provided with smoke and high temperature alarms. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

K. A. The UPS system shall be set in place, wired and connected in accordance with the approved shop 

drawings and manufacturer's instructions. 

3.2 ACCEPTANCE CHECKS AND TESTS  

L. A. A manufacturer's representative shall supervise the installation, adjustment and testing of the 

equipment.  The field tests shall be witnessed by the Government. 

1. Field Tests:  As a minimum, the startup and field test procedures shall include the following: 

a. Compare equipment nameplate data with specifications and approved shop drawings. 

b. Ensure that shipping members have been removed. 

c. Inspect physical, electrical, and mechanical condition. 

d. Clean the UPS. 
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e. Attach a phase rotation meter to the UPS input, output and  bypass buses, and observe proper 

phase sequences. 

f. Torque test bus and battery connections at shipping splits. 

g. Check each electrical bus for proper phasing and  identification. 

h. Check and test selector switches and meters for proper  operation. 

i. Check doors for proper alignment and operation. 

j. Check and test each protective device for proper mechanical and electrical operation. 

k. Verify protective device overcurrent trip settings against approved coordination study. 

l. Verify the correct operation of all sensing devices, alarms, and indicating devices. 

m. Perform manufacturer’s onsite field test procedures. 

2. Load Test:  The installed system shall be load tested for a continuous 24 hour period by means of 

resistive load banks, provided by equipment manufacturer. The system shall be continuously tested at 

1/2 load for 8 hours, 3/4 load for 8 hours and full load for 8 hours.  Instrument readings shall be 

recorded every half hour for the following: 

1. Input voltage and current (all three phases). 

2. Input and output frequency. 

3. Battery voltage for each module. 

4. Output voltage and current (all three phases). 

5. Output kilowatts for each module. 

6. Output voltage and current (all three phases). 

7. Output kilowatts. 

M. B. Battery Discharge Test: 

N.  With the battery fully charged, the system shall undergo a complete battery discharge test to full 

depletion and a recharge to nominal conditions.  Instrument readings shall be recorded every minute during 

discharge for the following: 

1. Battery voltage and current. 

2. Output voltage and current(all three phases). 
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3. Output kilowatts. 

4. Output voltage and current (all three phases - system output). 

5. Output kilowatts (system output). 

6. Output frequency. 

3.4 FOLLOW-UP VERIFICATION 

 Upon completion of acceptance checks, settings, and tests, the Contractor shall show by demonstration in 

service that the central uninterruptible power supply is in good operating condition and properly 

performing the intended function.   

3.5  INSTRUCTION 

O.  A field training course shall be provided by a certified factory-trained technician for designated 

Government personnel. Training shall be provided for a sufficient number of hours of normal working time 

and shall start after the system is functionally complete but prior to final acceptance test. Field training 

shall cover the items contained in the operating and maintenance manuals. 

- - - E N D - - - 

 

 

 


